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Introduction

Background

Compact fluorescent (CF) lamps were introduced in the early 1980s as an energy-
efficient substitute for the standard incandescent light bulb. CF input power is
typically about one-fourth of the input power of the incandescent lamp having
approximately the same light output (lumens). Also, CF lamps have a lamp life up to
10 times longer than that of the standard incandescent. Like all gaseous discharge
lamps, CF's require a ballast to supply the proper voltage and to control electrical
current. CF ballasts are equipped with a screw-in Edison base, which permits CF's to
directly replace ordinary incandescent light bulbs. The popularity of CFs due to their
energy savings and long life continues to increase despite initial purchase prices that
are significantly higher than incandescent lamps.

One popular application of CF lamps is in recessed ceiling downlights, sometimes
referred to as “can” downlights. In new construction, downlights designed for CF
lamps can be specified. For existing incandescent downlights, a popular and
economical retrofit is to replace the existing incandescent lamp with a lower wattage
CF lamp. With proper selection, CF lamps can be an excellent retrofit choice. CF
lamps are available in a variety of wattages, sizes, shapes, and constructions.
Choosing an inappropriate CF lamp for a specific retrofit can lead to deficient lighting
conditions related to quantity or quality of light output. Changes in distribution and
luminance need to be considered by Army facility managers contemplating CR
retrofits. Army facilities have numerous incandescent downlight fixtures that are
candidates for compact fluorescent retrofits, and the information in this study can
provide guidance for selecting appropriate retrofits.

Objective

The objective of this study is to test and evaluate the effects on light output of several
downlight fixtures produced by retrofits with selected CF lamps. These test results
lead to recommendations on selecting or avoiding some specific combinations of
downlight fixtures and CF lamps.
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Approach

Several types of downlight fixtures and common types of CF lamps were selected and
purchased for testing. A test plan indicating which lamp/fixture combinations were
reasonable for testing was developed. No testing was performed on incompatible
lamps and fixtures; for example, when the lamp protruded out of the fixture (although
this inappropriate retrofit has occasionally been observed in the field). Photometric
testing was performed in a laboratory and results were analyzed.

Mode of Technology Transfer

The results of these tests will be provided to the U.S. Army Center for Public Works
(USACPW), Alexandria, VA for dissemination to Army installations via a Public Works
Technical Bulletin (PWTB) or other appropriate publications.
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General Characteristics of Compact
Fluorescent Lamps

This chapter describes some of the basic characteristics and features of compact
fluorescent lamp products.

CF lamps are available as modular or integral units. Integral units have lamp and
ballast incorporated into one unit; when replacement is required, both lamp and
ballast are disposed. Modular units have the advantage that, after the 10,000-hour
(typical) lamp life, the lamp can be replaced using the same ballast that might
typically have an estimated life of 40,000 to 50,000 hours.

Ballasts may be magnetic or electronic. Generally, magnetic ballasts do not create
total harmonic distortion (THD) levels that are considered excessive (since THD values
are comparable to standard 4-foot fluorescent lighting, typically in the 10 to 20 percent
range). Electronic ballasts have produced electrical current THDs of 100 percent or
more. Manufacturers are expected to continue introducing products with lower THDs,
but even with the high-percentage THD levels, retrofits using such CF lamps generally
have not caused problems in buildings.

Ballasts are also available as normal power factor (NPF) or high power factor (HPF).
HPF, by definition, insures a power factor of 90 percent or greater. For retrofit
situations, power factor (and THD) are typically not a problem since electrical loading
on circuits is likely to be greatly reduced by the retrofit. However, for new construc-
tion electrical designers will need to consider power factor and THD to avoid
overloading circuits.

CF lamps are available in a variety of correlated color temperatures (CCT) that are
measured in kelvins. A common CCT range is 2700 to 3000, similar to incandescent
lamps. CF lamps typically have good color-rendering attributes since most use rare
earth phosphors that yield color-rendering index (CRI) values in the 80s.

CF lamps also come in a variety of shapes, sizes, and wattages. Lamps are configured
as twin tubes, double twin tubes, and other shapes, and some lamps offer surrounding
reflectors or globe covers. The shape and size of the lamp makes some lamps more or
less suitable for use in different types of fixtures. Figure 1 shows the suitability of
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various CF lamps with various fixture types. One type of fixture found in Figure 1 and
commonly used in buildings is the ceiling-mounted recessed downlight. Testing and
analysis in the following chapters of this report will focus on application of several
types of CF lamps in recessed downlights.

A P P L | C A T ! 9 N S
Downlighta Surface Llghts Pendan! Fixiures 2' x 2" Fixtures Sconce i Exit/Step Floodlights
+ + + - + + +
Incandescent
=k + + - - + + +
T-4 Twin-Tube
=p + + + - + - -
T-4 Quad-Tube
@' + - + + - - - -
Integral Ballast Lamp
@ - + + - + - -
Clreline
++ + + - - - +
Reflector Unit
++ Superior lamp cholce
+ Sultable lamp choice
- Unsuitable lamp cholce

Figure 1. Applications of CF lamps in various fixtures.
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3 CF Retrofit of Incandescent Downlights

Both incandescent fixtures and compact fluorescent lamps come in a variety of sizes
and shapes, which creates the possibility of numerous retrofit combinations of fixtures
and lamps (Figure 1 shows which CF lamp types work best with various fixture types).
One of the most popular CF retrofits is in incandescent downlight (“can”) fixtures.
This chapter examines the effects of various CF lamp types in incandescent fixtures.

Test Plan

Several incandescent downlight fixtures were selected to be representative of
commonly found fixtures in the field. The fixtures selected were:

. Incandescent downlight, shallow (7 %, in.) can, about 6 in. diameter, short
reflector

. Incandescent downlight, shallow (7 %/, in.) can, about 6 in. diameter, full reflector

. Incandescent downlight, deep (11 in.) can, about 6 in. diameter, full reflector

. Incandescent downlight, deep (11 in.) can, about 6 in. diameter, no reflector,
black baffle

. CF downlight, shallow can, about 6 in. diameter, partial reflector, verticallamp

. CF downlight, shallow can, about 6 in. diameter, partial reflector, horizontal
lamp.

Several types of CF lamps were selected to be representative of lamps that might
commonly be selected for retrofits. The CF lamp types selected were:

. 15-watt integral unit with opal globe (bullet shaped)

. 11-watt double twin tube integral unit

. 13-watt double twin tube modular unit, adapter (ballast) selected by test lab

. 13-watt double twin tube modular unit with reflector and lens, adapter from
reflector manufacturer

. 15-watt double twin tube modular unit with open reflector.
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For comparison with the CF lamps, a 60-watt A-19 incandescent lamp and a 150-watt
R40 spot incandescent lamp were tested in the incandescent downlights. Also for
comparison, two CF fixtures with a 13-watt double twin tube CF lamp were tested.

Figure 2 shows a matrix of lamp types and fixture types and indicates which lamp and
fixture combinations were tested. Test numbers (e.g., ITL40777) correspond to the
photometric reports in the Appendix. Where lamp/fixture combinations indicate no
test was performed, the primary reasons for not testing were (1) the fixture reflector
was too narrow at the base to allow the CF lamp to reach the socket, or (2) the CF
lamp was too long, causing the lamp to protrude out of the fixture.

Analysis of Photometric Test Data

The photometric test data (shown in the Appendix) is presented in Figures 3 through
7 to permit a comparison of data from identical tests performed on various lamp/

fixture combinations.

TEST PLAN
(numbers indicate ITL Bare |CF Fixture - CF Fixture - Incandescent Incandescent Incandescent Incendescent
Report No. in Appendix A) Lamp ([shallow can, shallow can, fixture - shallow ! fixture - shellow |fixture - deep  [fixture - deep
Test |vertical lamp horizonta! lamp |can, short can, full can, full can, black baffle
reflector reflector reflector
Opal Globe 15 40777 40779 40781 40785
Watts Integral
Unit
Double Twin Tube
11 watts Integral @j@ 40782 40786
Unit
Double Twin
Tube 13 watts @@ 40775 40776 40787
Modular
Reflector Unit with
Lens, 13 Watt " >< ><
Modular ’
e ] D (G RS S S 40783 | 40788
Open Reflector
Unit 15 Watts X X ><
40789
Incandescent
A-19 60 Watts X
40778 40780 40784
Incandescent R40 ><
Spot 150 Watts >< ><
40790

>< indicates NO TEST performed (all remaining squares tested)

Figure 2. Test plan for lamp and fixture combinations.
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Total Luminaire Efficiency

Figure 3 shows luminaire efficiencies from the test data. The CF fixture with the
horizontally mounted lamp has a luminaire efficiency of 66 percent compared to 44
percent for the vertically mounted lamp. Incandescent fixture efficiencies ranged from
56 to 65 percent. Efficiency data for the shallow can fixtures and the deep can fixture
with reflector ranged from 70 to 80 percent except for the enclosed reflector lamp in
the deep can fixture, which had a 44 percent efficiency. Several of the CF lamps were
not tested in these fixtures (for reasons stated before). The deep can fixture with black
baffle showed very low efficiencies with all but one of the CF lamps, with efficiencies
ranging from 9 to 28 percent except for the open reflector lamp, which raised luminaire
efficiency to 72 percent.

Zonal Lumen Summary and Bare Lamp Lumen Outputs

Figure 4 shows lumen output for the lamp/fixture test combinations, calculated by
multiplying the luminaire efficiency by the measured lamp lumen output. (Note that
total lumens in the zonal lumen summary of the photometric data is calibrated for the
lamps’ nominal rated lumens, not measured bare lamp lumens.) Photometric testing
of the bare lamps showed total lumen output to be lower than lamp rated lumens for
all lamps but one.

LUMINAIRE EFFICIENCY

Bare |CF Fixture . CF Fixture - d I d I d 1

Lamp [shallow can, shallow can, fixture - shallow |fixture - shallow |fixture - deep  |fixture - deep
Lumens (verticallamp |horizontal lamp |can, short can, full can, full can, black baffie
reflector reflector reflector

| E | A

11 watts Integral z:jm 633 70% 9%
Unit °
Double Twin
TUbe - B @ 662 44% - X X X
788 11%

Reflector Unit with

70
Lens, 13 Waty e))u (707) >< ><
Mo e L ML N s L 28% _ |
Open Reflector
Unit 15 Watts X X X

Opal Globe™ 15 668
Watts Integral

Unit
657

XX

72%
Incandescent
A-19 60 Watts

818
Incandescent R40
Spot 150 Watts

1791 60%

58% 85% 56%

Figure 3. Luminaire efficiencies.
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LUMEN OUTPUT

Lamp Bare |CF Fixture - CF Fixture - d t (b L d

Rated Lamp |shallow can, shallow can, fixture - shallow Bxture - shallow |fixture - deep  |fxture - deep
Lumens Lumens |verticallamp herizontal lamp |can, short can, full can, full can, black bafTle
reflector reflector reflector

=]

Double Twin Tube

58
11 watts integral g:}m 600 633 440
Unit

Doubls Twin
Tube 13 watts @ 860 664 291 436
Modular

860 788 90

Reflector Unit with
Lens, 13 Watt o >< ><
Modular a71 1656 104

Opal Globe 15 700 668
Watts integral
Unlit

X[ X
X

Open Reflector
Unit 15 Watts >< X X
900 726 523

Incandescent Cn

A-19 60 Walls 870 818 470 533 456
Incandescent R40

Spot 150 Watts

1900 1791 1073

Figure 4. Lumen output for lamp/ixture test combinations.

Lumen output for the following lamp/fixture combinations were comparable to the 60-
watt incandescent lamp: (1) the opal globe CF lamp with the 3 reflector fixtures; (2)
the double twin tube 11-watt unit with the deep can, full reflector fixture; (3) the
double twin tube 13-watt unit in the horizontally mounted CF fixture; and (4) the open
reflector 13-watt unit in the deep can, black baffle fixture.

The 150-watt R40 spot lamp was tested in the deep can black baffle fixture to
represent a lamp that might be used in such a fixture in the field, given the maximum
wattage stamped on the fixture was 150 watts. As expected, lumen output of the 150-
watt lamp was significantly greater than the other lamp/fixture combinations,
approximately double the lumen output of the 60-watt incandescent in the reflector

fixtures and other comparable combinations.
Input Power and Efficacy
Figure 5 shows input watts for the lamps and the calculated efficacy (lumens/watt) for

both the bare lamps and the lamp/fixture combinations. (The lumen values from
Figure 4 were used to calculate efficacy.)
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E Y (L ns/watt)
{for lamp/fixture combined) Input Bare |CF Fixture . CF Fixture - d d
Watts at  Lamp [shallow can, shallow can, fixture - shallow |fixture - shallow{fixture - deep  |fixture - deep
120v. Efficacy |vertleallamp  [horizontal lamp fcan, short can, full can, full can, black baffle
reflector reflector reflector
a3 32 30

Opal Globe 15 16.1 4
Watts Integral
Unlt

16.1 41

Doubfe Twin Tubs
11 watts Integral E}D .8 88
Unit

Double Twin
Tube 13 watts @ 15.8 42 19 27
Modular

XX =
XX

Reflector Unlit with

Lens, 13 Watt ”
Modular
O oo S 156 .24 ) IS WPSPIVRPRPY IPNPL S S NP SUPN
Open Refiector
Unit 15 Watts
15.1 48
Incandescent C)
- 1
A-18 60 Watts 60 14
Incandescent R40
Spot 150 Watts
150 12 7

X2
X2

Figure 5. Efficacy (lumens/watt) for lamp/fixture combinations.

Efficacies for the two incandescent lamps were 12 and 14 lumens per watt (Im/W) for
the bare lamps and ranged from 7 to 9 Im/W for the combined lamp and fixture. CF
bare lamp efficacies ranged from 24 to 55 Im/W. CF lamp and fixture combinations
produced efficacies of 19 to 38 Im/W for reasonable retrofit combinations and efficacies
of 5 to 7 Im/W for less desirable retrofits.

Candela Distribution Curves

Figure 6 shows candela distribution curves for the lamp/fixture test combinations. The
curves are presented in reduced size which, although it is difficult to read the scales,
will permit side-by-side comparison of the light distribution patterns. The Appendix
contains more legible curves.

Candela distribution for the incandescent lamps in various fixtures all exhibited a
relatively narrow beam spread. The CF reflector lamps had a slightly less narrow
beam, and the opal globe unit with a length that protruded nearly to the end of the
fixture exhibited a wide beam spread. The 11-watt CF required several adapters to
reach the socket and, therefore, also reached nearly to the end of the fixture, producing
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Candela Distribution

B

CF Fixture - shallow [CF Fixture - shall It descent fixture - |In t fixture - |1 d fixture -
can, vertical lamp can, horizontal lamp |shallow can, short shallow can, full deep can, full reflector
reflector reflector

Incandescent fixture -
deep can, black baffle

Figure 6. Candela distribution curves for lampffixture test combinations.
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a wide beam spread. The CF fixtures exhibited a medium beam spread. Not
surprisingly, the horizontally mounted CF produced a less symmetric beam than the
vertically mounted CF.

Luminance Data

Luminance data provides an indication of the “brightness” of the fixture opening when
viewed from various angles. For the fixtures tested, the fixture opening is approxi-
mately a 6-inch diameter when viewed directly beneath the fixture. Luminance data
shown in Figure 7 indicates the average and maximum luminance of the fixture
opening, and a ratio of maximum to average luminance is calculated.

As expected, the incandescent lamps with narrow beam patterns, probably indicative
of a light source recessed into the fixture, had very low luminance values at medium
and high cutoff angles. Luminance values for the deep can black baffle fixture were
very low.

The opal globe lamp produced slightly higher luminance values through a broader
range of viewing angles than the other CF lamps. However, the maximum to average
ratios were very low, probably due to the soft light appearance of the opal globe.
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Conclusions and Recommendations

Of the two CF fixtures tested, the horizontally mounted lamp configuration showed a
significantly higher fixture efficiency than the vertically mounted lamp. It is
recommended that designers be aware of this and, where manufacturers’ data confirms
this to be the case, specify horizontally mounted lamps in CF fixtures.

When retrofitting incandescent downlights that are constructed as a deep (about 11
in.) can with a black baffle ring, selection of a suitable CF lamp is critical. From the
limited testing being reported here, the only CF lamp that was capable of directing
light out of the fixture with reasonable efficiency (72 percent) was the open-ended
reflector CF lamp unit. Other CF lamps caused fixture efficiency to drop to a range
of 9 to 28 percent.

Several of the CF lamps that were retrofitted into incandescent downlights for these
tests produced fixture efficiencies that were as high as the efficiency of the CF fixture
manufactured for use with a CF lamp.

All but one of the CF lamps tested produced lower bare lamp lumens than the nominal
lumen rating of the lamp. While the sample size of this testing was very small, these
results are consistent with observations in other testing.* Lumen output of several CF
lamps in the various fixtures confirmed the general rule-of-thumb that CF lamps
consuming one-fourth the watts of the incandescent being replaced will produce
approximately the same amount of light; this assumes a proper retrofit lamp selection
for the fixture. Inappropriate CF lamp and fixture combinations showed overall
efficacies no better than properly matched incandescent lamps and fixtures.

Candela distribution indicates that fixtures with the CF lamps create a wider spread
in the distribution pattern. Even when total lumen output is approximately equal, the
incandescents provide more intense light directly beneath the fixture (0 to 30 degrees)
while the CF lamps provide more light than incandescents at 50 to 60 degrees. For
general area lighting applications, this wider distribution from CF lamps may not be
a problem. In applications where downlights are lighting a specific area (walls,
objects, and so on), the wider distribution could be undesirable. In such cases it is

*
Lighting Research Center, “Screwbase Compact Fluorescent Lamp Products,” Speciier Reports, vol 1, No. 6
(April 1993).
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recommended that a trial installation of the proposed retrofit be used to determine the
appropriateness of the selected CF lamp.

In addition to affecting the candela distribution, the geometry and placement of
retrofit CF lamps will affect the luminance of the light source, with excessive
luminance causing discomfort glare. The test data indicate luminance values for many
of the lamp/fixture combinations (including the incandescents) exceed the Illuminating
Engineering Society of North America (IESNA) values,* which indicates that
discomfort glare is a problem. The opal globe CF units had the most consistently high
luminance values, but they also had some of the lowest maximum to average
luminance ratios. The diffusing action of the opal globe reduces the luminance
difference between the brightest spot and the surrounding area of the fixture. While
luminance data from these tests do not show that discomfort glare will be a problem
for various field applications, the generally higher luminance values for CF lamps
compared to the incandescent lamps is a warning that discomfort glare warrants

consideration when evaluating retrofits.

The conclusions from this testing are summarized in Figure 8, which shows
lamp/fixture combinations recommended or not recommended for retrofits. It is
assumed that even for the recommended retrofits, the user will need to evaluate the
potential change in candela distribution and luminance as discussed previously.

*
IESNA, Lighting Handbook (IESNA, 1993).
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Figure 8. Summary of testing of lamp/fixture combinations.
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THE LIGHT CENTER OF THE INOUSTAY FAX (30C) 449-52"

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER. COLORADO 80302 « PHONE {303) 442-122

REPORT NUMBERS: ITL40775-ITL40790 DATE: 8-30-19¢3
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

ABSOLUTE LUMEN OUTPUTS

All lamps were seasoned according to IES LM-54 prior to testing.

Lumen output of each lamp was measured prior to photometric testing.
The lamps were mounted on the goniophotometer and twelve planes of
data were recorded at 2.5 degree vertical increments. The planes

were averaged and lumen output was calculated using zonal constants
from the candela data. The candela calibration is traceable to the
National Institute of Standards and Technology (formerly the National
Bureau of Standards). Testing was performed in a 25 +/-1 degree
Celsius free air ambient. Lumen output is for the particular sample
when operated on the ballast described in the report. Due to retesting,
the lumen output of the FLB15/TL was measured more than once. Ths
Lumatech RAS-130 was measured bare and with the reflector installed,
both values are shown. Since the lumen rating is for the bare lamp,
the bare lamp lumen output was used for calculating luminaire
efficiency. All photometric reports are issued as standard relative
photometry, all data is reported as -if the lamps produced rated lumens.

Lamp Rated Measured Reporz:

Lumens Lumens Numbexrs
13-Watt DTT Compact Fluorescent, BU 860 664 40773
13-Watt DTT Compact Fluorescent, Hor 860 662 497786
15-Watt FLB1lS/TL Fluorescent, BU 700 668 40777, 40779, 407:
GE A60 60-Watt Incandescent 870 818 40778, 40780, 407¢
1l1-Watt Osram DULUX EL, BU 600 633 40782, 40786
13-Watt Lumatech RAS-130, Bare, BU 860 707 40783, 40788
13-Watt Lumatech RAS-130, w/reflector — 371 40783, 40788
15-Watt FLB1S/TL Fluorescent, BU 700 657 40785
13-Watt A013/13DTT Adapter/lamp, BU 860 788 40787
15-Watt Osram DULUX EL Reflector, BU 900 726 45782
150-Watt R40 Spot Incandescent 1900 1791 40720

MAXTIMUM LUMINANCE MEASUREMENTS

Maximum luminance was measured using a Tektronix J6523 1 Degree Luminance
probe instead of ITL’s standard Maximum Brightness meter due to the small
luminous area of these units. All values were adjusted using the ratio ¢
the rated lumens versus the measured lumens and reported at rated lamp
lumens (standard relative photometry procedure).

NOTE: Test ITL40784 required the addition of one adapter in order for
the lamp to screw into the socket.

espertfully SubmItted,

Y/ .
/. N
Randall P. Bergin

Director of Engineering

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES FIELD PERFORMANCE MAY DICEER ERCM LAGORATORY 2ERENEMANC
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-5274

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-1253

REPORT NUMBER: ITL40775 DATE: 7-26-13993

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CATALOG NUMBER: SHALLOW CAN, VERTICAL LAMP

LUMINAIRE: FABRICATED CYLINDRICAL METAL HOUSING WITH WHITE PAINTED
INTERIOR, SPECULAR ALUMINUM LOWER CONE REFLECTOR, WHITE PAINTET
METAL TRIM RING, OPEN BOTTOM.

LAMP: 13-WATT DOUBLE TWIN TUBE COMPACT FLUORESCENT, RATED 860 LUMENS,

VERTICAL BASE-UP POSITION.

BALLAST: ROBERTSON HP-S1 —6 1/2 —
MOUNTING: RECESSED
TOTAL INPUT WATTS= 15.6 AT 120.0 VOLTS L—J
CANDELA DISTRIBUTION FLUX o 2387 3/8
0.0 22.5 45.0 67.5 90.0 i
0 83 83 83 83 83
5 85 85 85 85 85 8
15 120 120 116 113 110 33
25 150 152 146 147 143 68
35 141 146 145 147 142 90
45 108 111 111 113 113 86
55 72 72 72 74 75 65
65 25 25 26 28 28 26
75 0 0 0 0 0 0
85 0 0 0 0 0 0
90 0 0 0 0 0
ZONAL LUMEN SUMMARY e
ZONE LUMENS $LAMP $FIXT L
0- 30 110 12.8 29.1 NP /
0- 40 200 23.2 53.0 ol - /
0- 60 350 40.8 93.0 NN
0- 90 377 43.8 100.0 \ N 60"
90-180 0 0.0 0.0 L P
0-180 377 43.8 100.0 Vo N
T W
TOTAL LUMINAIRE EFFICIENCY = 43.8 % 100 LN \ 1| N
CIE TYPE - DIRECT TN o %
PLANE : 0-DEG 90-DEG ) \ e
SPACING CRITERIA : 1.9 2.0 NN N/
LUMINOUS DIAMETER:  5.750 \ ==X
LUMINANCE DATA IN CANDELA/SQ M 150 _/ \
ANGLE AVERAGE AVERAGE AVERAGE \ \
IN DEG 0-DEG 45-DEG 90-DEG Y e ”
45  9129.  9391.  9492. LEGEND:
55  7479.  7489.  7812. O-deg: — — = = = = = -
65 3473.  3656.  3981. fsdeg: — —— —
75 0. 23. 0. T
85 0. 0. 0. -
ANGLE MAXIMUM MAXIMUM MAX/AVG MAX/AVG Checked ﬁ%’(dw‘(i
IN DEG 0-DEG 90-DEG 0-DEG 90-DEG 3 A
45 35151. 40167. 3.9 4.2 Approved ﬁ/= /\/1 o2
55 30358. 32400. 4.1 4.1 7
65 19839. 22724. 5.7 5.7
75 352. 138. 0.0 0.0
85 12. 8. 0.0 0.0

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-5274

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD. BOULDER, COLORADO 80302 « PHONE (303) 442-1255

REPORT NUMBER: ITL40775 DATE: 7-26-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION

0.0 22.5 45.0 67.5 90.0 ZONAL LUMEN SUMMARY
0.0 83 83 83 83 83 0- 5 2.
2.5 83 83 83 83 83 5- 10 6.
5.0 85 85 85 85 85 10- 15 1i3.
7.5 89 90 90 88 87 15- 20 21.
10.0 97 98 98 94 92 20- 25 30.
12.5 108 109 106 103 100 25- 30 38.
15.0 120 120 116 113 110 30- 35 44.
17.5 130 131 125 124 120 35- 40 46.
20.0 139 140 133 134 130 40- 45 45.
22.5 146 147 140 141 137 45- 50 41.
25.0 150 152 146 147 143 50- 55 36.
27.5 152 155 150 152 146 55- 60 28.
30.0 150 158 151 153 147 60- 65 18.
32.5 146 152 149 152 146 65- 70 8.
35.0 141 146 145 147 142 70~ 75 0.
37.5 133 139 138 140 135 75- 80 0.
40.0 125 130 130 132 129 80- 85 0
42.5 117 121 121 123 121 85~ 990 0
45.0 108 111 111 113 113
47.5 100 102 102 104 103
50.0 93 93 93 94 93
52.5 84 84 83 85 85
55.0 72 72 72 74 75
57.5 59 60 60 62 63
60.0 47 48 49 50 51
62.5 36 36 37 39 40
65.0 25 25 26 28 28
67.5 14 14 15 17 18
70.0 2 3 4 4 5
72.5 0 0 0 0 0
75.0 0 0 0 0 0
77.5 0 0 0 0 0
80.0 0 0 0 0 0
82.5 0 0 0 0 0
85.0 0 0 0 0 0
87.5 0 0 0 0 0
90.0 0 0 0 0 0

THIS REPORT (S BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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THE LIGHT CENTER OF THE (NOUSTRY FAX (303) 449-527-

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-1253

REPORT NUMBER: ITL40775 DATE: 7-26-1993

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY METHOD

EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70 50 30 10 0

RW 70 50 30 10 70 50 30 10 50 30 10 50 30 10 50 30 10 0
0 52 52 52 52 51 51 51 51 49 49 49 47 47 47 45 45 45 44
1 49 47 45 44 47 46 45 43 44 43 42 42 42 41 41 40 39 39
2 45 42 39 37 44 41 39 37 39 37 36 38 36 35 37 35 34 33
3 41 37 34 31 40 36 33 31 35 33 31 34 32 30 33 31 30 29
4 38 33 29 27 37 32 29 27 31 29 26 30 28 26 29 27 26 25
5 35 29 26 23 34 29 26 23 28 25 23 27 25 23 27 24 22 21
6 32 27 23 20 31 26 23 20 25 22 20 25 22 20 24 21 20 19
7 30 24 20 18 29 24 20 18 23 20 18 22 20 17 22 19 17 16
8 27 22 18 16 27 21 18 16 21 18 16 20 18 15 20 17 15 15
9 26 20 16 14 25 20 16 14 19 16 14 19 16 14 18 16 14 13

10 24 18 15 13 23 18 15 13 18 15 12 17 14 12 17 14 12 12

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND VCP
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTCR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCY
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-527+

INDEPENDENT TESTING LABORATORIES, INC. + 3385 LONGHORN ROAD, BOULDER, COLORADO 80302 » PHONE (303) 442-1252

REPORT NUMBER: ITL40776 DATE: 7-28-1993

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

" CATALOG NUMBER: SHALLOW CAN, HORIZONTAL LAMP

LUMINAIRE: FABRICATED METAL FRAME, SPUN SPECULAR ALUMINUM REFLECTOR,

WHITE PLASTIC TRIM RING, OPEN BOTTOM.

I,AMP: 13-WATT DOUBLE TWIN TUBE COMPACT FLUORESCENT, RATED 860 LUMENS,
HORIZONTAL POSITION.

BALLAST: ROBERTSON HP-S1

MOUNTING: RECESSED l}z;;;: \
TOTAL INPUT WATTS= 16.0 AT 120.0 voLrs | Lk----- N
THE 0 DEGREE PLANE IS OPPOSITE THE SOCKET. / : | s 1/
LAMP CALIBRATION POSITION: HORIZONTAL \ ’

(** explanation to follow **) )
CANDELA DISTRIBUTION FLUX

0.0 45.0 90.0 135.0 180.0
0 320 320 320 320 320
5 335 333 324 317 313 31
15 384 359 297 270 238 88
25 409 353 306 197 153 133
35 380 348 326 176 150 174
45 132 192 191 131 109 121
55 5 8 14 16 16 16
65 0 1 i i 1 1
75 0 0 0 0 0 0
85 0 0 0 0 0 0
90 0 0 0 0 0
ZONAL LUMEN SUMMARY .
ZONE LUMENS $LAMP $FIXT RN\
0- 30 251 29.2 44.6 \ R QN
0- 40 426 49.5 75.4 ! X< RN
0- 60 563 65.5 99.8 \ oW
0- 90 564 65.6 100.0 260 \ N N
90-180 0 0.0 0.0 , -~ e
0-180 564 65.6 100.0 R

N ' \\/'\
TOTAL LUMINAIRE EFFICIENCY = 65.6 % SO / )
CIE TYPE - DIRECT SL T - A
PLANE : 0-DEG 90-DEG 180-DEG 390 | \
SPACING CRITERIA : 1.6 1.5 0.7 - -
LUMINOUS DIAMETER: 6.000 0 15° . 30°
LEGEND:

LUMINANCE DATA IN-CANDELA/SQ M JSdeg ==~ m 7 T
ANGLE AVERAGE AVERAGE AVERAGE 160-degs — — —
IN DEG 0-DEG 90-DEG 180-DEG

45 10230. 14802.  8447.

55 478. 1338.  1529. Checked

65 0. 130. 130. pl

75 0. 0. 0. Approved /. et

85 0. 0 0 7

ANGLE MAXIMUM MAXIMU& MAXIMUM MAX/AVG MAX/AVG MAX/AVG
IN DEG 0-DEG 90-DEG 180-DEG 0-DEG 90-DEG 180-DEG

45 36076. 39505. 34160. 3.5 2.7 4.0
55 11045. 12738. 15900. 23.1 9.5 10.4
65 74. 155. 604. 0.0 1.2 4.6
75 36. 60. 63. 0.0 0.0 0.0
85 16. 17. 22. 0.0 0.0 0.0
THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-527+

INDEPENDENT TESTING LABORATORIES, INC. « 3385 LONGHORN ROAD, BOULDER, COLORADO 80302 » PHONE (303) 442-1252

REPORT NUMBER: ITL40776 DATE: 7-28-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION
0.0 22.5 45.0 67.5 90.0 112.5 135.0 157.5 180.0

0.0 320 320 320 320 320 320 320 320 320
2.5 322 322 321 324 318 317 320 319 318
5.0 335 335 333 335 324 318 317 315 313
7.5 348 347 343 341 326 317 312 309 304
10.0 360 358 348 336 316 304 301 299 291
12.5 373 369 354 331 304 292 286 277 269
15.0 384 379 359 327 297 283 270 244 238
17.5 392 386 366 331 300 277 251 218 200
20.0 398 387 363 334 298 267 234 195 164
22.5 399 384 36l 347 302 262 217 166 149
25.0 409 376 353 348 306 256 197 156 153
27.5 420 370 354 350 317 260 186 152 165
30.0 423 368 370 354 326 263 177 152 167
32.5 413 363 360 384 342 268 174 148 161
35.0 380 359 348 362 326 265 176 140 150
37.5 333 337 328 338 308 257 186 138 136
40.0 269 291 306 299 264 236 189 141 123
42.5 198 227 266 263 229 197 162 135 113
45.0 132 158 192 201 191 161 131 118 109
47.5 77 97 121 137 137 124 105 96 90
50.0 42 55 66 76 81 75 69 62 61
52.5 19 24 26 33 39 39 38 35 35
55.0 5 6 8 12 14 15 16 16 16
57.5 2 2 3 4 4 4 S 6 6
60.0 1 2 2 2 3 3 3 3 3
62.5 1 1 1 1 1 1 2 2 2
65.0 0 1 1 1 1 1 1 1 1
67.5 0 0 1 1 1 1 1 1 0
70.0 0 0 1 1 1 1 1 1 0
72.5 0 0 1 1 1 1 1 1 0
75.0 0 0 0 0 0 0 0 0 0
77.5 0 0 0 0 0 0 0 0 0
80.0 0 0 0 0 0 0 0 0 0
82.5 0 0. 0 0 0 0 0 0 0
85.0 0 0 0 0 0 0 0 0 0
87.5 0 0 0 0 0 0 0 0 0
90.0 0 0 0 0 0 0 0 0 0

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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THE LIGHT CENTER OF THE INDUSTRY FAX (3C3) 449-527-

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE {303) 442-1252

REPORT NUMBER: ITL40776 DATE: 7-28-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

ZONAL LUMEN SUMMARY

0- 5 8.
5- 10 23.
10- 15 38.
15- 20 50.
20- 25 61.
25- 30 72.
30- 35 86.
35- 40 89.
40- 45 76.
45- 50 45.
50- S5 14
55- 60 2
60- 65 1.
65- 70 0.
70- 75 0
75- 80 0
80- 85 0
85- 90 0

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANC!
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THE LIGHT CENTER OF THE INDUSTAY FAX (303) 449-327

INDEPENDENT TESTING LABORATORIES. INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-125:

REPORT NUMBER: ITL40776 DATE: 7-28-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

*%% TMPORTANT ***

The compact fluorescent lamps of the type used in this report
require special attention in photometry and luminaire applica-
tion. Specifically, the lamps generate lower flux output when
operated in the horizontal position than when operated in the
vertical position. Unfortunately, at the time of this report,
only the vertical flux cutput (lumens) 1s available from lamp
manufacturers.

It is critical to note that, all else equal, a horizontal lamp
calibration will yield higher 1luminaire candela and efficiency
than a vertical lamp calibration. However, for a report which
was generated using a horizontal lamp calibration, any applica-
tion calculations should use the actual £flux output (lumens)
from a horizontal lamp -- at this time, no such published lumen
figures are available. For a report which was generated using
a vertical lamp calibration, the flux output from a vertical
lamp should be used. The published lamp lumen figure given on
this report is for a vertical lamp.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFCRMANT
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‘ TME LIGHT CENTER OF THE INDUSTRY FAX (303) 429-52-

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) L.22-12=

REPORT NUMBER: ITL40776 DATE: 7-28-1993

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY -METHOD

EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70 50 30 10 g
RW 70 50 30 10 70 50 30 10 50 30 10 50 30 10 50 30 10 0
0 78 78 78 78 76 76 76 76 73 73 173 70 70 70 67 67 67 €35
1 74 72 70 68 72 70 69 67 68 66 65 65 64 63 63 62 61 6C
2 69 66 63 60 68 64 62 593 62 60 58 60 58 57 58 57 55 =L
3 65 60 56 53 64 59 55 53 57 54 52 56 53 51 54 52 50 49
4 61 55 51 47 59 54 50 47 53 49 46 51 48 46 50 47 45 44
5 57 50 46 42 56 50 45 42 48 45 42 47 44 41 46 43 41 43
6 53 46 42 38 52 46 41 38 45 41 38 44 40 37 43 40 37 33
7 50 43 38 35 49 42 38 34 41 37 34 40 37 34 40 36 34 23
8 47 39 35 31 46 39 34 31 38 34 31 37 34 31 37 33 31 20
9 44 36 32 29 43 36 32 29 35 31 29 35 31 28 34 31 28 27
10 41 34 29 26 40 33 29 26 33 29 26 32 29 26 32 28 26 2=
ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND VCP r

VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFCENMAND
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 448-527.

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-125=

REPORT NUMBER: ITL40777 DATE: 7-21-1993

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CATALOG NUMBER: SHALLOW CAN, SHORT LAMP

LUMINAIRE: FABRICATED SQUARE METAL HOUSING, SPUN SPECULAR ALUMINUM

REFLECTOR, WHITE PAINTED METAL TRIM RING, OPEN BOTTOM.

LAMP: 15-WATT FLB1S5/TL COMPACT FLUORESCENT, RATED 700 LUMENS, VERTICAL
BASE-UP POSITION.

MOUNTING: RECESSED

TOTAL INPUT WATTS= 16.3 AT 120.0 VOLTS

bmmimtve et (J] oot pnd

CANDELA DISTRIBUTION FLUX . ] 7 /8
0.0 45.0 90.0 135.0 180.0 ' S A A

0 128 128 128 128 128 i b :

5 138 136 129 122 121 12 | NP o :

15 170 156 133 123 121 40 s ——

25 200 175 142 137 141 72 9 5/8

35 208 179 144 139 145 100

45 179 156 132 128 132 110

55 133 118 107 103 106 100

65 86 79 72 70 71 74 e

75 42 40 36 36 37 40

85 6 7 7 7 7 8

90 0 0 0 0 0 -

ZONAL LUMEN SUMMARY

ZONE LUMENS $LAMP $FIXT

0- 30 124 17.8 22.3 sc

0- 40 224 32.0 40.3

0- 60 435 62.1 78.1

0- 90 557 79.6 100.0

90-180 0 0.0 0.0 i

0-180 557 79.6 100.0

TOTAL LUMINAIRE EFFICIENCY = 79.6 % ) ' o

CIE TYPE - DIRECT | -

PLANE : 0-DEG 90-DEG 180-DEG AN

SPACING CRITERIA : 2.0 1.7 1.7 \

LUMINOUS DIAMETER:  6.000 20 %

LUMINANCE DATA IN CANDELA/SQ M O e *

ANGLE AVERAGE AVERAGE AVERAGE 0-deg: = — = = — — — -

IN DEG 0-DEG 90-DEG:180-DEG 90—

45 13872. 10230. 10230.

55 12707. 10223. 10127, ",
65 11151. 9336. 9206, Checked M‘éﬂ% Y
Approved /:f/- 4

75 8893. 7622. 7834.
85 3773. 4401. 4401. n
ANGLE MAXIMUM MAXIMUM MAXIMUM MAX/AVG MAX/AVG MAX/AVG
IN DEG 0-DEG 90-DEG 180-DEG 0-DEG 90-DEG 180-DEG

L), —_

45 18196. 17047. 15021. 1.3 1.7 1.9
55 17083. 16329. 17873. 1.3 1.6 1.8
65 15899. 15181. 15863. 1.4 1.6 1.7
75 14320. 12023. 12920. 1.6 1.6 1.6
85 8793. 7321. 7357. 2.3 1.7 1.7

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFCRMANCT
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THE LIGHT CENTER OF THE INOUSTAY

FAX (303) 449-52°

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER. COLORADO 80302 « PHONE (303) 442-122

REPORT NUMBER: ITL40777

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION
0.0 22.5 45.0

0.0 128 128 128
2.5 133 133 132
5.0 138 138 136
7.5 145 145 141
10.0 154 152 146
12.5 161 159 152
15.0 170 166 156
17.5 178 172 162
20.0 185 180 165
22.5 193 186 170
25.0 200 193 175
27.5 207 198 178
30.0 210 200 180
32.5 209 202 180
35.0 208 201 179
37.5 205 198 177
40.0 197 191 170
42.5 189 184 164
45.0 179 175 156
47.5 168 164 148
50.0 155 153 137
52.5 144 142 128
55.0 133 131 118
57.5 121 119 108
60.0 109 109 98
62.5 96 97 88
65.0 86 87 79
67.5 75 75 69
70.0 64 64 59
72.5 52 53 49
75.0 42 42 40
77.5 31 32 31
80.0 22 23 22
82.5 14 15- 14
85.0 6 7 7
87.5 1 1 1
90.0 0 0 0

67.5
128
131
132
135
139
141
143
147
149
152
155
156
158
158
156
155
151
147
140
134
126
118
110

DATE:

7-21-1993

90.0 112.5 135.0 157.5 180.0

128
127
125
125
125
124
126
128
130
134
136
139
139
140
139
138
136
133
128
124
118
112

128
126
122
122
120
121
123
127
129
133
137
139
141
140
139
1395
136
133
128
123
117

128
124
121
119
118
119
121
126
130
135
140
142
143
143
142
141
139
134
130
124
118
112

128
124
121
118
116
119
121
125
131
135
141
145
145
146
145
144
140
136
132
127
121
113

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANC
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THE LIGHT CENTER OF THE INDUSTAY FAX (303) 449-527-

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 » PHONE (303) 442-1252

REPORT NUMBER: ITL40777 DATE: 7-21-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS ‘

ZONAL LUMEN SUMMARY

0- 5 3.
5- 10 9.
10- 15 16.
15- 20 24.
20- 25 32.
25- 30 40.
30- 35 47.
35- 40 53.
40- 45 55.
45- 50 55.
50- 55 52.
55- 60 48.
60~ 65 41.
65- 70 33.
70- 75 25.
75- 80 15.
80- 85 7.
85~ 90 1.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY CIFFER FROM LABORATORY PERFORMANC:=
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THE LIGHT CENTER OF '_NS INDUSTRY FAX (3@) 4‘19_527;
INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 » PHONE (303) 442-125=

REPORT NUMBER: ITL40777 DATE: 7-21-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY METHOD

EFFECTIVE FLOCR CAVITY REFLECTANCE 0.20

RC 80 70 50 30 10 ]

RW 70 50 30 10 70 50 30 10 50 30 10 50 30 10 50 30 10 0
0 95 95 95 95 92 92 92 92 88 88 88 84 84 84 81 81 81 79
1 86 82 79 76 84 80 77 74 77 74 72 74 72 70 71 69 68 66
2 78 71 66 61 76 70 65 60 67 63 59 64 61 57 62 59 56 54
3 71 62 55 50 69 61 55 49 58 53 49 56 52 48 54 50 47 4
4 64 54 47 42 63 53 47 41 S1 45 41 50 44 40 48 43 40 38
5 59 48 41 35 57 47 40 35 46 40 35 44 39 34 43 38 34 32
6 54 43 36 30 53 42 35 30 41 35 30 40 34 30 38 33 29 28
7 50 39 32 27 49 38 31 26 37 31 26 36 30 26 35 30 26 24
8 46 35 28 23 45 35 28 23 34 27 23 33 27 23 32 27 23 21
9 43 32 25 21 42 32 25 21 31 25 21 30 24 20 29 24 20 19
10 40 29 23 19 39 29 23 19 28 22 18 27 22 18 27 22 18 L

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND VCP
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANI 2
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-377+

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-1255

REPORT NUMBER: ITL40778 DATE: 7-29-1993

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CATALOG NUMBER: SHALLOW CAN, SHORT REFLECTOR

LUMINAIRE: FABRICATED SQUARE METAL HOUSING, SPUN SPECULAR ALUMINUM

} REFLECTOR, WHITE PAINTED METAL TRIM RING, OPEN BOTTOM.

LAMP: STANDARD GE A60 60-WATT A-19 INCANDESCENT, RATED 870 LUMENS,
VERTICAL BASE-UP POSITION.

MOUNTING: RECESSED

DEG CANDELA LUMENS Eﬂ
0 1015 )i
5 672 61 /Ny 7 s
15 452 126 L ,/1\ ,;\ __1
25 305 141 T N | 4 3e
35 199 122 L =
45 54 44 - '
55 4 5 2 3/9L9 g/e———]
65 1 1
75 0 0
85 0 0
90 0
ZONAL LUMEN SUMMARY
ZONE LUMENS $LAMP $FIXT
0- 30 328 37.7 65.6
0- 40 450 51.7 89.9
0- 60 500 57.4 99.8
0- 90 501 57.5 100.0 150
90-180 0 0.0 0.0
0-180 501 57.5 100.0
TOTAL LUMINAIRE EFFICIENCY = 57.5 %
CIE TYPE - DIRECT
LUMINAIRE SPACING CRITERION = 0.4 200
LUMINOUS DIAMETER: 6.000

LUMINANCE DATA IN CANDELA/SQ M
ANGLE AVERAGE MAXIMUM MAX/AVG

IN DEG
45  4185. 26538. 6.3 1050

55 382.  6385. 16.7

65  130.  -130., 1.0

75 0. 32. 0.0

0.0

85 0. 18. ) Checked é,&{(thﬁ

y
Approved ,(,,/_\)/A\A,

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFCRMANC -
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THE LIGHT CENTER OF THE INDUSTAY

FAX (303) 449-5274

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADQ 80302 « PHONE (303) 442-1255

REPORT NUMBER: ITL40778

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION

0.0
0. 1015
2. 789
5. 672
7 590
10 536
12 492
15 452
17. 410
20 371
22. 336
25 305
27. 280
30. 257
32. 230
35. 1989

>
W

oOuUouUIouUo U oUIoOUMoUITOUMIoOVIoUIoUIoUITOUIOoOMoUITOULMOoOULTo IO
§2]
IS

OO0 OOORRPRFEEN

ZONAL LUMEN SUMMARY

O_

5_
10-
15-
20~
25-
30-
35-
40-
45-
50-
55-
60-
65~
70-
75-
80-
85-

5
10
15
20
25
30
35
40
45
50
55
60
65
70
75
80
85
90

DATE:

7-29-1993

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-52"

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-12:

REPORT NUMBER: ITL40778 DATE: 7-29-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY METHOD

EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70 50 30 10 0

RW 70 50 30 10 70 50 30 10 50 30 10 50 30 10 50 30 10 0
0 68 68 68 68 67 67 67 67 64 64 64 61 61 61 59 59 59 57
1 65 64 62 61 64 62 61 60 60 59 58 58 57 56 56 55 55 54
2 62 59 57 55 61 58 56 54 56 55 53 55 53 52 53 52 51 50
3 59 55 52 50 58 54 52 48 53 50 49 51 49 48 50 48 47 46
4 56 51 48 46 55 51 48 45 49 47 45 48 46 44 47 45 44 43
5 53 48 45 42 52 47 44 42 46 44 41 45 43 41 44 42 41 40
6 50 45 41 39 49 44 41 39 44 41 39 43 40 38 42 40 38 37
7 48 42 39 36 47 42 38 36 41 38 36 40 38 36 40 37 36 35
8 45 40 36 34 44 39 36 34 39 36 34 38 35 33 38 35 33 32
9 43 37 34 32 42 37 34 32 37 34 31 36 33 31 36 33 31 30

10 41 35 32 30 40 35 32 30 35 32 30 34 31 30 34 31 29 29

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND VCP
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMAN’
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THE LIGHMT CENTER OF THE INDUSTRY FAX (m) 244G-527.

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-123:3

REPORT NUMBER: ITL40779 DATE: 7-22-1993

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CATALOG NUMBER: SHALLOW CAN, FULL REFLECTOR

LUMINAIRE: FABRICATED SQUARE METAL HOUSING, SPUN SPECULAR ALUMINUM

REFLECTOR, WHITE PAINTED METAL TRIM RING, OPEN BOTTOM.

LAMP: 15-WATT FLB15/TL COMPACT FLUORESCENT, RATED 700 LUMENS, VERTICAL
BASE-UP POSITION.

MOUNTING: RECESSED

TOTAL INPUT WATTS= 16.0 AT 120.0 VOLTS

CANDELA DISTRIBUTION FLUX
, 0.0 45.0 90.0 135.0 180.0
0 153 153 153 153 153
5 166 163 155 148 145 15
15 196 182 158 148 147 47
25 210 188 158 152 155 79
35 203 180 153 148 151 103
45 164 147 130 126 129 106
55 119 107 97 96 97 91
65 72 67 61 60 59 63
75 26 26 24 23 22 26
85 2 2 2 2 2 3
90 0 0 0 0 0
ZONAL LUMEN SUMMARY
ZONE LUMENS $LAMP SFIXT
0- 30 140 20.0 26.4
0- 40 243 34.7 45.6
0- 60 441 63.0 82.8
0- 90 532 76.1 100.0
90-180 0 0.0 0.0
0-180 532 76.1 100.0
TOTAL LUMINAIRE EFFICIENCY = 76.1 %
CIE TYPE - DIRECT
PLANE ' 0-DEG 90-DEG 180-DEG
SPACING CRITERIA : 1.8 1.5 1.5
LUMINOUS DIAMETER: 5.875 |
LUMINANCE DATA IN CANDELA/SQ M 0 15° 307
ANGLE AVERAGE AVERAGE AVERAGE wwemw:
IN DEG 0-DEG 90-DEG 180-DEG 90-deg-
45 13256. 10507. 10427. 180-deg: —— ——
55 11858. 9665. 9665. i .
65 9737.  8249. 17979, Checked ’2%'?%¢4Q”%f
75  5741. 5300. 4858. Approved L2 1
85 1312, 1312. 1312. '

ANGLE MAXIMUM MAXIMUM MAXIMUM MAX/AVG MAX/AVG MAX/AVG
IN DEG 0-DEG 90-DEG 180-DEG 0-DEG 90-DEG 180-DEG

45 19595. 17441. 1751¢. 1.5 1.7 1.7
55 19416. 17047. 16006. 1.6 1.8 1.7
65 17334. 15863. 16078. 1.8 1.9 2.0
75 13351. 12489. 12920. 2.3 2.4 2.7
85 3790. 2017. 3094. 2.9 1.5 2.4

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FRCM LABORATORY PERFORMANC 2
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TME LIGHT CENTER OF THE INDUSTRY FAX (303) 449-527-

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER. COLORADO 80302 » PHONE (303) 442-125:

REPORT NUMBER: ITL40779 DATE: 7-22-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION
0.0 22.5 45.0 67.5 90.0 112.5 135.0 157.5 180.0

0.0 153 153 153 153 153 153 153 153 153
2.5 159 159 158 156 154 152 150 149 148
5.0 166 165 163 159 155 151 148 146 145
7.5 174 172 168 162 156 151 147 146 144
10.0 181 179 173 165 156 150 147 145 145
12.5 189 186 178 167 156 150 147 147 146
15.0 196 192 182 169 158 151 148 148 147
17.5 202 197 185 170 158 151 149 150 149
20.0 206 201 186 170 158 151 150 151 151
22.5 209 203 188 170 158 151 151 153 153
25.0 210 205 188 170 158 152 152 155 155
27.5 211 205 188 169 157 152 152 155 156
30.0 209 204 186 168 156 151 152 154 155
32.5 207 201 183 166 154 150 150 152 153
35.0 203 198 180 163 153 148 148 149 151
37.5 196 192 175 159 150 145 144 146 147
40.0 186 183 167 152 144 140 139 141 142
42.5 175 173 157 144 137 134 133 135 136
45.0 164 162 147 135 130 127 126 128 129
47.5 153 151 137 126 122 119 119 121 122
50.0 142 140 127 117 114 112 111 114 114
52.5 130 129 117 108 106 104 104 106 106
55.0 119 118 107 99 97 96 96 98 97
57.5 107 106 97 90 89 87 87 89 88
60.0 95 95 87 81 79 79 79 79 79
62.5 84 83 77 72 70 70 70 70 69
65.0 72 71 67 62 61 61 60 60 59
67.5 60 60 56 53 51 51 51 50 50
70.0 49 48 45 43 42 42 41 40 40
72.5 37 37 35 34 33 33 32 30 30
75.0 26 27 26 25 24 24 23 22 22
77.5 17 18 17 17 17 16 15 14 14
80.0 10 10 9 10 10 9 9 8 8
82.5 5 5 5 5 5 5 5 4 4
85.0 2 2 2 2 2 2 2 2 2
87.5 0 0 0 0 0 1 1 1 1
90.0 0 0 0 0 0 0 0 0 0

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FRCM LABORATORY PERFORMANC .
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-527

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER. COLORADOQ 80302 « PHONE (303) 442-125:

REPORT NUMBER: ITL40779 DATE: 7-22-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

ZONAL LUMEN SUMMARY

0- 5 4.
5- 10 11.
10- 15 19.
15- 20 28.
20- 25 36.
25- 30 43.
30- 35 49.
35- 40 53.
40- 45 54.
45- 50 52.
50- 55 48.
55- 60 43.
60- 65 36.
65- 70 27.
70- 75 17.
75- 80 9.
80- 85 3.
85- 90 0.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FRCM LABORATORY PERFORMANC
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THE LIGHT CENTER OF THE INOUSTAY FAX (303) 449-527+
INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD. BOULDER, COLORADO 80302 « PHONE (303) 442-125%

REPORT NUMBER: ITL40779 DATE: 7-22-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY ‘METHOD

EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70 50 30 10 0

RW 70 50 30 10 70 50 30 10 50 30 10 50 30 10 50 30 10 0
0 91 91 91 91 89 89 89 89 85 85 85 81 81 81 78 78 78 76
1 83 80 77 74 81 78 76 73 75 73 71 72 70 69 69 68 67 65
2 76 70 65 61 74 69 64 60 66 62 59 63 60 57 61 58 56 54
3 69 61 55 51 67 60 55 50 58 53 49 56 52 48 54 51 48 46
4 63 54 48 43 62 53 47 42 51 46 42 50 45 41 48 44 41 39
5 58 48 42 37 57 48 41 36 46 40 36 45 40 36 43 39 35 34
6 54 44 37 32 52 43 36 32 41 36 31 40 35 31 39 34 31 29
7 50 39 33 28 48 39 32 28 38 32 28 36 31 27 35 31 27 26
8 46 36 29 25 45 35 29 25 34 29 25 33 28 24 32 28 24 23
9 43 33 26 22 42 32 26 22 31 26 22 31 26 22 30 25 22 20
10 40 30 24 20 39 30 24 20 29 24 20 28 23 20 28 23 20 18

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND VCP
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-5274

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-1255

REPORT NUMBER: ITL40780 DATE: 7-29-1993

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CATALOG NUMBER: SHALLOW CAN, FULL REFLECTOR

LUMINAIRE: FABRICATED SQUARE METAL HOUSING, SPUN SPECULAR ALUMINUM

REFLECTOR, WHITE PAINTED METAL TRIM RING, OPEN BOTTOM.

LAMP: STANDARD GE A60 60-WATT A-1S INCANDESCENT, RATED 870 LUMENS,
VERTICAL BASE-UP POSITION.

MOUNTING: RECESSED

DEG CANDELA LUMENS

0 930 FHW\

5 666 60 AN,
15 482 136 , S l
25 360 165 L “i/E
35 198 126 L v
45 82 63 2 3/16 _1'_[ —L—s 7/8 —JC
55 18 16
65 0 0 >
75 0 0
85 0 0
30 0
ZONAL LUMEN SUMMARY
ZONE LUMENS $LAMP $FIXT
0- 30 361 41.5 63.7
0- 40 487 56.0 86.0
0- 60 566 65.0 99.9
0- 90 566 65.1 100.0
90-180 0 0.0 0.0
0-180 566 65.1 100.0

TOTAL LUMINAIRE EFFICIENCY = 65.1 % N
CIE TYPE - DIRECT X N
LUMINAIRE SPACING CRITERION = 0.5 ‘ \ ,
LUMINOUS DIAMETER: 5.875 700 x\ /
' 4<
LUMINANCE DATA IN CANDELA/SQ M \
ANGLE AVERAGE MAXIMUM MAX/AVG ‘ g
IN DEG \ s
45  6628. 41710. 6.3
55  1794. 29181. 16.3 1050 \
65 0. 40. 0.0 ; ;
75 0. 21. 0.0 ° ' °
85 0. 6. 0.0 p; ,
Checked 2.7 .l%(d/\flfé"(//
3
Approved /5/0/_\,_“
/

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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THE LIGHT CENTER OF THE INOUSTRY

FAX (303) 449-527-

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303} 442-125:

REPORT NUMBER:

ITL40780

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION

0.0

0.0 930

2.5 720

5.0 666

7.5 602

10.0 554
12.5 516
15.0 482
17.5 451
20.0 419
22.5 388
25.0 360
27.5 330
30.0 293
32.5 247
35.0 198
37.5 160
40.0 131
42.5 105
45.0 82
47.5 59
50.0 43
52.5 30
55.0 18
57.5 7
60.0 1
62.5 1
65.0 0
67.5 0
70.0 0
72.5 0
75.0 0
77.5 0
80.0 0
82.5 0
85.0 0
87.5 0
90.0 0

DATE: 7-29-1983

ZONAL LUMEN SUMMARY

0-

5
10
15
20
25
30
35
40
45
50
55
60
65
70
75
80
85
90

17.
43.
61.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFCRMANC
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-3C

INDEPENDENT TESTING LABORATORIES. INC. « 3386 LONGHORN ROAD, BOULDER. COLORADO 80302 « PHONE (303) 442--:

REPORT NUMBER: ITL40780 DATE: 7-29-1993

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY METHOD

EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70 50 30 10 0

RW 70 50 30 10 70 50 30 10 50 30 10 50 30 10 50 30 10 0
0 7777 77 77 76 76 76 76 72 72 72 69 69 69 66 66 66 65
1 74 72 70 69 72 70 69 68 68 67 65 65 64 64 63 62 62 1
2 70 67 64 62 68 65 63 61 63 61 59 61 60 58 60 58 57 55
3 66 62 58 56 65 61 58 55 59 56 54 57 55 53 56 54 53 52
4 62 57 54 51 61 57 53 50 55 52 50 54 51 49 53 50 49 48
5 59 53 49 46 58 53 49 46 52 48 46 50 48 45 49 47 45 44
6 56 50 46 43 55 49 45 43 48 45 42 47 44 42 47 44 42 41
7 53 47 43 40 52 46 42 40 45 42 39 45 41 39 44 41 39 38
8 50 44 40 37 49 43 40 37 43 39 37 42 39 37 41 38 36 35
9 48 41 37 34 47 41 37 34 40 37 34 40 36 34 39 36 34 33
10 45 39 35 32 45 38 35 32 38 35 32 37 34 32 37 34 32 31

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND VCP
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOCR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORVAN
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-527+

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-1252

REPORT NUMBER: ITL40781 DATE: 7-22-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS
CATALOG NUMBER: DEEP CAN, FULL REFLECTOR
LUMINAIRE: FABRICATED CYLINDRICAL METAL HOUSING WITH BLACK PAINTED
INTERIOR, SPUN SPECULAR ALUMINUM REFLECTOR, WHITE PAINTED
. METAL TRIM RING, OPEN BOTTOM.
LAMP: 15-WATT FLB15/TL COMPACT FLUORESCENT, RATED 700 LUMENS, VERTICAL
BASE-UP POSITION.
MOUNTING: RECESSED
TOTAL INPUT WATTS= 16.1 AT 120.0 VOLTS

CANDELA DISTRIBUTION FLUX
0.0 45.0 90.0 135.0 180.0
0 138 138 138 138 138
5 151 147 140 134 132 14
15 195 175 148 140 142 4s
25 220 191 157 152 158 79
35 204 179 150 147 154 103
45 162 146 130 130 136 107
55 111 103 95 96 102 89
65 58 57 53 55 59 55
75 6 7 8 8 9 11
85 0 0 0 0 0 0
90 0 0 0 0 0
ZONAL LUMEN SUMMARY
ZONE LUMENS $LAMP $FIXT
0- 30 138 19.7 27.4
0- 40 241 34.4 47.8
0- 60 437 62.4 86.9
0- 90 503 71.8 100.0
90-180 0 0.0 0.0
0-180 503 71.8 100.0
TOTAL LUMINAIRE EFFICIENCY = 71.8 %
CIE TYPE - DIRECT \
PLANE : 0-DEG 90-DEG 180-DEG N\ X
SPACING CRITERIA : 1.8 1.6 1.6 Yo N
LUMINOUS DIAMETER:  6.000 10 -7
\
LUMINANCE DATA IN_CANDELA/SQ M o 5 30
ANGLE AVERAGE AVERAGE ‘AVERAGE LEGEND:
IN DEG 0-DEG 90-DEG 180-DEG e -
45 12555. 10075. 10540. 180-deq: — — —
55 10605. 9076.  9745. '
65 7521.  6872.  7650. Checked ;{55\%3é¢0“%;
75 1270. L6sd. 1306, poproved A7 2 1),

ANGLE MAXIMUM MAXIMUM MAXIMUM MAX/AVG MAX/AVG MAX/AVG
IN DEG 0-DEG 90-DEG 180-DEG 0-DEG 90-DEG 180-DEG

45 18770. 18160. 19057. 1.5 1.8 1.8

55 17155. 16581. 16185. 1.6 1.8 1.7

65 15073. 12705. 13817. 2.0 1.8 1.8

75 7967. 9869. 10515. 6.3 5.8 5.5

85 251 . 251 12. 0.0 0.0 0.0 -
THIS REPORT ISBASED ONPUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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THE LIGHT CENTER OF THE INDUSTRY

FAX (303) 449-52-

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLCRADO 80302 « PHONE (303) 442-2:

REPORT NUMBER: ITL40781

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION
0.0 22.5 45.0

0.0 138 138 138
2.5 143 143 142
5.0 151 150 147
7.5 158 158 153
10.0 170 166 160
12.5 182 178 168
15.0 185 189 175
17.5 205 198 182
20.0 212 206 187
22.5 218 210 180
25.0 220 212 191
27.5 219 211 190
30.0 215 208 187
32.5 210 204 183
35.0 204 199 179
37.5 196 192 173
40.0 186 184 167
42.5 175 173 157
45.0 162 160 146
47.5 149 148 135
50.0 136 135 124
52.5 124 123 113
55.0 111 111 103
57.5 98 98 92
60.0 85 86 81
62.5 72 73 70
65.0 58 59 57
67.5 45 46 45
70.0 31 32 32
72.5 18 19 19
75.0 6 7 7
77.5 1 1 1
80.0 0 0 0
82.5 0 Q. 0
85.0 0 0 0
87.5 0 0 0
80.0 0 0 0

67.5
138
141

DATE:

7-22-1993

90.0 112.5 135.0 157.5 180.0

138
138
140
141
143
146
148
151
154
156
157
156
155
153
150
147
144
138

138
137
136
137
138
140
142
145
148
150
151
151
150
148
146
143
140
135

138
135
134
134
135
138
140
144
1438
151
152
153
151
150
147
145
141
136
130
122
114

138
133
133
133
135
138
141
146
151
155
156
156
156
154
153
150
147
142
135
128
119
110

138
133
132
132
135
138
142
147
153
156
158
158
157
156
154
151
148
142
136
128
120
111

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMAN |
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} THE LIGHT CENTER OF THE INDUSTRY

REPORT NUMBER: ITL40781
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

ZONAL LUMEN SUMMARY

0- 5 3.
5- 10 10.
10- 15 18.
15- 20 27.
20~ 25 36.
25- 30 43.
30~ 35 49.
35- 40 53.
40- 45 55.
45- 50 52.
50~ 55 48.
55- 60 41.
60- 65 33.
65- 70 22.
70- 75 10.
75- 80 1.
80~ 85 0.
85~ 90 0.

DATE:

FAX (303) 449-37°
INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 » PHONE (303) 442-12:

7-22-1983

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABC?A‘TORY PERFORMAN
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THE LIGHT CENTER OF THE INOUSTRY FAX (303) 449-52°

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD. BOULDER. COLORADO 80302 « PHONE (303) 442-12:¢

REPORT NUMBER: ITL40781 DATE: 7-22-1993
PREPARED FOR: U.S. ARMY CORPS COF ENGINEERS

COEFFICIENTS OF UTILIZATION - .ZONAL CAVITY METHOD

EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70 50 30 10 0
RW 70 50 30 10 70 50 30 10 50 30 10 50 30 10 50 30 10 0

0 86 86 86 86 84 84 84 84 80 80 80 76 76 76 73 73 73 72
1 79 76 74 71 77 75 72 70 72 70 68 69 67 66 66 65 64 62
2 73 67 63 59 71 66 62 58 63 60 57 61 58 56 59 57 54 53
3 66 59 54 49 65 58 53 49 56 52 48 54 50 47 52 49 46 45
4 61 53 47 42 59 52 46 42 50 45 41 48 44 41 47 43 40 38
5 S6 47 41 36 54 46 40 36 45 39 35 43 38 35 42 38 35 33
6 51 42 36 31 50 41 35 31 40 35 31 39 34 31 38 34 30 29
7 48 38 32 27 46 37 32 27 36 31 27 35 31 27 34 30 27 25
8 44 35 29 24 43 34 28 24 33 28 24 32 27 24 31 27 24 22
9 41 32 26 22 40 31 26 22 30 25 22 30 25 21 29 25 21 20
10 38 29 23 20 38 29 23 20 28 23 19 27 23 18 27 22 19 18

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND VCP
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANT
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THE LIGHT CENTER OF THE INOUSTRY FAX (m) 449-527.

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-1253

REPORT NUMBER: ITL40782 DATE: 7-22-1993

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CATALOG NUMBER: DEEP CAN, FULL REFLECTOR

LUMINAIRE: FABRICATED CYLINDRICAL METAL HOUSING WITH BLACK PAINTED
INTERIOR, SPUN SPECULAR ALUMINUM REFLECTOR, WHITE PAINTED
METAL TRIM RING, OPEN BOTTOM.

LAMP: 11-WATT OSRAM DULUX EL COMPACT FLUORESCENT, RATED 600 LUMENS,

VERTICAL BASE-UP POSITION.
MOUNTING: RECESSED
TOTAL INPUT WATTS= 11.6 AT 120.0 VOLTS

CANDELA DISTRIBUTION FLUX
0.0 22.5 45.0 67.5 90.0
0 39 39 39 39 39
5 41 40 40 40 40 4
15 44 45 46 45 45 13
25 57 59 61 60 59 28
35 86 90 92 93 89 58
45 126 132 129 132 129 100
55 123 124 118 121 124 108
65 83 81 76 79 84 79
75 22 23 24 26 28 27
85 0 0 0 0 0 0
90 0 0 0 0 0 .-
ZONAL LUMEN SUMMARY
ZONE LUMENS $LAMP $FIXT
0- 30 45 7.5 10.7 o
0- 40 103 17.1 24.6
0- 60 311 51.8 74.5
0- 90 417 69.5 100.0
90-180 0 0.0 0.0 :
0-180 417 69.5 100.0
TOTAL LUMINAIRE EFFICIENCY = 69.5 %
CIE TYPE - DIRECT
PLANE : 0-DEG 90-DEG
SPACING CRITERIA : 3.0 3.0 3

LUMINQUS DIAMETER: 6.000

LUMINANCE DATA IN_CANDELA/SQ M
ANGLE AVERAGE AVERAGE :AVERAGE
IN DEG 0-DEG 45-DEG 90-DEG
45 9734. 9966. 10028.
55 11761. 11245. 11857.
65 10698. 9%07. 10918.

75 4658. 5103. 6013.
85 126. 189. 189.
ANGLE MAXIMUM MAXIMIM MAX/AVG MAX/AVG —
IN- DEG 0-DEG 90-DEG 0-DEG 90-DEG Checked %M
45 38965. 35521. 4.0 3.5 /k)‘s jS J
55 40525. 41923. 3.4 3.5 Approved fosida Dty
65 40850. 40005. 3.8 3.7 7
75 24796. 25641. 5.3 4.3
85 172. 189, 1.4 1.0 .
THIS REPORT ISBASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFCRMANCE
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THE LIGMT CENTER OF THE INDUSTRY FAX (303) 44a-5072

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 » PHONE (303) 442-

1252

REPORT NUMBER: ITL40782 DATE: 7-22-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION

0.0 22.5 45.0 67.5 90.0 ZONAL LUMEN SUMMARY
0.0 39 39 39 39 39 0- 5 1.
2.5 40 40 40 40 40 5- 10 3.
5.0 41 40 40 40 40 10- 15 5.
7.5 41 41 42 42 42 15- 20 8.
10.0 42 42 43 43 42 20- 25 12.
12.5 43 43 44 44 43 25- 30 16.
15.0 44 45 46 45 45 30~ 35 23.
17.5 46 47 49 48 47 35- 40 35.
20.0 49 51 53 52 50 40- 45 46.
22.5 52 55 57 56 54 45- 50 54.
25.0 57 59 61 60 59 50- 55 56.
27.5 62 64 65 66 64 55- 60 52.
30.0 67 70 71 71 70 60- 65 45.
32.5 74 78 81 81 717 65- 70 34.
35.0 86 90 92 93 89 70- 75 21.
37.5 99 104 105 107 103 75- 80 6.
40.0 113 117 117 120 118 80- 85 0.
42.5 121 125 123 127 123 85- 30 0.
45.0 126 132 129 132 129
47.5 130 136 130 134 134
50.0 131 135 129 133 134
52.5 128 131 124 128 131
55.0 123 124 118 121 124
57.5 116 116 109 113 116
60.0 106 105 99 103 107
62.5 95 94 89 92 96
65.0 83 81 76 79 84
67.5 69 68 64 67 72
70.0 56 54 52 55 60
72.5 41 40 39 42 45
75.0 22 23 24 26 28
77.5 9 10 10 12 13
80.0 1 1 2 2 2
82.5 0 1 1 1 1
85.0 0 0 g 0 0
87.5 0 0 0 0 0
90.0 0 0 0 0 0

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFCRMANCE
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THE LIGHT CENTER OF THE INDUSTAY FAX (303) 449-50-.

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-125-

REPORT NUMBER: ITL40782 DATE: 7-22-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY METHOD

EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70 50 30 10 0

RW 70 50 30 10 70 50 30 10 50 30 10 50 30 10 50 30 10 0
0 83 83 83 83 81 81 81 81 77 77 77 74 74 74 71 71 71 70
1 75 72 68 66 73 70 67 65 67 65 62 64 62 61 62 60 589 57
2 67 61 56 51 65 59 55 51 57 53 49 55 51 48 52 50 47 45
3 60 52 45 40 58 51 45 40 48 43 39 46 42 38 45 41 38 36
4 54 44 38 32 52 43 37 32 42 36 32 40 35 31 38 34 31 29
5 49 39 31 26 47 38 31 26 36 30 26 35 29 25 33 29 25 23
6 44 34 27 22 43 33 26 22 32 26 21 30 25 21 29 25 21 13
7 40 30 23 18 39 29 23 18 28 22 18 27 22 18 26 21 18 16
8 37 27 20 15 36 26 20 15 25 19 15 24 19 15 23 18 15 13
9 34 24 17 13 33 23 17 13 23 17 13 22 17 13 21 16 13 11
10 32 22 16 11 31 21 15 11 20 15 11 20 15 11 19 15 11 10

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND VCP
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFCRMANC:
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THE LIGHMT CENTER OF THE INDUSTAY FAX (303) 449-5274

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADOQ 80302 » PHONE (303) 442-1253

REPORT NUMBER: ITL40783 DATE: 7-27-1993

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CATALOG NUMBER: DEEP CAN, FULL REFLECTOR

LUMINAIRE: FABRICATED CYLINDRICAL METAL HOUSING WITH BLACK PAINTED
INTERIOR, SPUN SPECULAR ALUMINUM REFLECTOR, WHITE PAINTED
METAL TRIM RING, OPEN BOTTOM.

LAMP: 13-WATT LUMATECH RAS-130 REFLECT-A-STAR WITH 13-WATT QUAD TUBE

FLUORESCENT, RATED 860 LUMENS, VERTICAL BASE-UP POSITION.
MOUNTING: RECESSED

TOTAL INPUT WATTS= 15.7 AT 120.0 VOLTS
DEG CANDELA LUMENS
0 232
5 230 22
15 195 55
25 143 66
35 107 67
45 81 63
55 61 54
65 39 39
75 15 16
85 0 1
90 0
ZONAL LUMEN SUMMARY
ZONE LUMENS $LAMP $FIXT
0- 30 143 16.6 37.3
0- 40 210 24.4 54.8
0~ 60 327 38.0 85.5
0- 90 382 44 .4 100.0
90-180 0 0.0 0.0
0-180 382 44 .4 100.0
TOTAL LUMINAIRE EFFICIENCY = 44.4 % . . &
CIE TYPE - DIRECT . \ ' ,
LUMINAIRE SPACING CRITERION = 0.9 \ N\ .
LUMINOUS DIAMETER: 6.000 \ N
160 —// AN ..
LUMINANCE DATA IN CANDELA/SQ M | “\ M s
ANGLE AVERAGE MAXIMUM MAX/AVG N
IN DEG 0-DEG 0-DEG  0-DEG Y L
45 6277. 34067.: 5.4 \ T
55  5828. 29444. 5.1 _‘ﬂ’///(///// \
65 5057. 22822. 4.5 240 \ AN
75  3176. 10661. 3.4 k A
85 0. 1624. 0.0 0 15’ 30
Checked ‘/7 -----
Approved /< ......... B \,

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATCRY PERFORMANCE
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INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHCNE (303) 442-125+

boulder

THE LIGHT CENTER OF THE INDUSTAY

REPORT NUMBER: ITL40783
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION

0.0

0.0 232

2.5 232

5.0 230

7.5 226

10.0 218
12.5 208
15.0 195
17.5 182
20.0 168
22.5 155
25.0 143
27.5 133
30.0 123
32.5 114
35.0 107
37.5 100
40.0 93
42.5 87
45.0 81
47.5 76
50.0 71
52.5 66
55.0 61
57.5 55
60.0 50
62.5 44
65.0 39
67.5 34
70.0 28
72.5 21
75.0 15
77.5 9
80.0 5
82.5 2
85.0 0
87.5 0
90.0 0

ZONAL LUMEN SUMMARY

0-

55—
10~
15-
20~
25-
30-
35~
40-
45-
50-
55~
60—
65-
70~
75-
80-
85-

5
10
15
20
25
30
35
40
45
50
55
60
65
70
75
80
85
90

DATE:

FAX (303) 449-527-

7-27-1893

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FRCM LABORATCRY PERFORMANC
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-527.

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-125:

REPORT NUMBER: ITL40783 DATE: 7-27-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY -METHOD

"EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70 50 30 10 0

RW 70 50 30 10 70 50 30 10 50 30 10 50 30 10 50 30 10 0
0 53 53 53 53 52 52 52 52 49 49 49 47 47 47 45 45 45 45
1 49 47 46 44 48 46 45 44 44 43 42 43 42 41 41 40 40 39
2 45 42 39 37 44 41 39 37 40 38 36 38 36 35 37 35 34 33
3 42 37 34 32 41 37 34 31 35 33 31 34 32 30 33 31 30 29
4 38 34 30 27 37 33 30 27 32 29 27 31 28 26 30 28 26 25
5 36 30 27 24 35 30 26 24 29 26 24 28 26 23 27 25 23 22
6 33 28 24 21 32 27 24 21 26 23 21 26 23 21 25 23 21 20
7 31 25 22 18 30 25 22 19 24 21 19 24 21 19 23 21 19 18
8 29 23 20 17 28 23 20 17 23 19 17 22 19 17 21 19 17 16
S 27 22 18 16 27 21 18 16 21 18 16 20 18 16 20 18 16 15
10 26 20 17 15 25 20 17 15 20 17 15 19 16 15 19 16 14 14

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND VCP
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANC’
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THE LIGHT CENTER OF THE INOUSTAY FAX (3C3) 449-5272

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER. COLORADO 80302 » PHONE (303) 442-1253

REPORT NUMBER: ITL40784 DATE: 7-29-1983

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CATALOG NUMBER: DEEP CAN, FULL REFLECTOR

LUMINAIRE: FABRICATED CYLINDRICAL METAL HOUSING WITH BLACK PAINTED
INTERIOR, SPUN SPECULAR ALUMINUM REFLECTOR, WHITE PAINTED
METAL TRIM RING, OPEN BOTTOM.

LAMP: STANDARD GE A60 60-WATT A-19 INCANDESCENT, RATED 870 LUMENS,

VERTICAL BASE-UP POSITION.
MOUNTING: RECESSED

1
DEG CANDELA LUMENS i
0 924 |
5 556 51 i
15 449 128 o
25 360 163 )’";’ N l Y
35 176 109 PO i
45 45 34 17 Y| s e
55 1 1 338 i !
65 0 0 B | oo '
——— 6
i : : =]
90 0
ZONAL LUMEN SUMMARY
ZONE LUMENS $LAMP $FIXT
0- 30 342 39.3 70.4 ‘ :
0- 40 451 51.8 92.9 /
0- 60 486 55.8 100.0 \/\
0- 90 486 55.8 100.0 \ \\
90-180 0 0.0 0.0 V¢ '
0-180 486 55.8 100.0 [N ‘
350 /( N
TOTAL LUMINAIRE EFFICIENCY = 55.8 % \ N
CIE TYPE - DIRECT ; R A
LUMINAIRE SPACING CRITERION = 0.4 o
LUMINOUS DIAMETER:  6.000 s
LUMINANCE DATA IN CANDELA/SQ M 700 \
ANGLE AVERAGE MAXIMUM MAX/AVG \ P
IN DEG o
45  3487. 22782. 6.5 ~
55 96.  190.. 2.0 //
65 0. 61. 0.0 ~
75 0. 29. 0.0 1050 ‘
85 0. 8. 0.0 —
0 15° 30

Checked %%Woj

) . h
Approved /(_/\)’L_‘—\

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELO PERFORMANCE MAY DIFFER FROM LABORATORY PERFCRAMANC:
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THE LIGHT CENTERA OF THE INODUSTRY

FAX (303) 429-527+

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-1252

REPORT NUMBER:

PREPARED FOR: U.S.

ITL40784

ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION

0.0

0.0 924

2.5 615

5.0 556

7.5 514

10.0 490
12.5 472
15.0 449
17.5 434
20.0 417
22.5 391
25.0 360
27.5 320
30.0 272
32.5 223
35.0 176
37.5 130
40.0 95
42.5 77
45.0 45
47.5 13
50.0 4
52.5 1
55.0 1
57.5 1
60.0 1
62.5 0
65.0 0
67.5 0
70.0 0
72.5 0
75.0 0
77.5 0
80.0 0
82.5 0
85.0 0
87.5 0
90.0 0

DATE:

ZONAL LUMEN SUMMARY

0-

5-
10-
15-
20-
25~
30~
35~
40-
45~
50~
55-
60~
65~
70~
75~
80~
85-

5
10
15
20
25
30
35
40
45
50
55
60
65
70
75
80
85
90

[eNeloRoloRoReNeoNe)|

7-29-1993

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFOAMANCE
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-52"

INDEPENDENT TESTING LABORATORIES, INC. + 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-12%

REPORT NUMBER: ITL40784 DATE: 7-29-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY METHOD

EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70 50 30 10 0

RW 70 50 30 10 70 50 30 10 50 30 10 50 30 10 50 30 10 0
0 67 67 67 67 65 65 65 65 62 62 62 59 59 59 57 57 57 56
1 63 62 61 59 62 61 59 58 58 57 57 56 56 55 54 54 53 52
2 60 58 55 54 59 57 55 53 55 53 52 53 52 51 52 51 50 49
3 57 54 51 49 56 53 50 48 51 49 48 50 48 47 49 47 46 45
4 54 50 47 45 53 50 47 44 48 46 44 47 45 43 46 44 43 42
5 52 47 44 41 51 46 43 41 45 43 41 45 42 40 44 42 40 39
6 49 44 41 38 48 44 40 38 43 40 38 42 40 38 41 39 37 37
7 47 41 38 36 46 41 38 36 40 37 35 40 37 35 39 37 35 34
8 44 39 36 33 44 39 35 33 38 35 33 37 35 33 37 35 33 32
9 42 37 33 31 41 36 33 31 36 33 31 35 33 31 35 33 31 30
10 40 35 31 29 40 34 31 29 34 31 29 34 31 29 33 31 29 28

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND VCP
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMAN
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THE LIGHT CENTER OF THE INDUSTAY FAX (303) 449-5274

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-1255

REPORT NUMBER: ITL40785 DATE: 7-22-1993

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CATALOG NUMBER: DEEP CAN, BLACK BAFFLE

LUMINAIRE: FABRICATED CYLINDRICAL METAL HOUSING WITH BLACK PAINTED
INTERIOR, BLACK PLASTIC LOWER BAFFLE, WHITE PAINTED METAL TRIM
RING.

LAMP: 15-WATT FLB15/TL COMPACT FLUORESCENT, RATED 700 LUMENS, VERTICAL

BASE-UP POSITION.
MOUNTING: RECESSED
TOTAL INPUT WATTS= 16.1 AT 120.0 VOLTS

—5 /2 —

DEG CANDELA LUMENS
0 64
5 64 6 B 10 374
15 68 19 ’]
25 64 30
35 51 32 38
45 33 26 N -
55 15 14 - o
65 3 3 vand | s |
75 1 1
85 0 0
90 0
ZONAL LUMEN SUMMARY
ZONE LUMENS $LAMP SFIXT
0- 30 55 7.9 42.0
0- 40 87 12.4 66 .4
0- 60 126 18.0 96.6
0- 90 131 18.7 100.0
90-180 0 0.0 0.0
0-180 131 18.7 100.0
TOTAL LUMINAIRE EFFICIENCY = 18.7 % . .
CIE TYPE - DIRECT \ NN
LUMINAIRE SPACING CRITERION = 1.3 Vo
LUMINOUS DIAMETER: 5.750 ol —"/\ .
\ N\ VaRE I
LUMINANCE DATA IN CANDELA/SQ M . \ R LS
ANGLE AVERAGE MAXIMUM MAX/AVG \ N7
IN DEG O0-DEG (Q-DEG 0-DEG ) /<
45  2810. 16838. : 6.0 \ - N
55  1602. 13149. 8.2 90_/\/ :
65 367.  3462. 9.4 \ \
75 184, 256. 1.4 5 Ts- 10
85 274. 274. 1.0
Checked ﬁ?@aﬁg .........
Approved /- /.. DA—_

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANC 2
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-527=

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-12¢3

REPORT NUMBER: ITL40785 DATE: 7-22-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION

0.0 ZONAL LUMEN SUMMARY
0.0 64 0- 5 2.
2.5 64 5- 10 5.
5.0 64 10- 15 8.
7.5 65 15- 20 11.
10.0 66 20- 25 14.
12.5 67 25- 30 16.
15.0 68 30- 35 16
17.5 69 35- 40 16.
20.0 68 40- 45 14.
22.5 66 45~ 50 12
25.0 64 50- 55 9
27.5 62 55- 60 5.
30.0 58 60- 65 2.
32.5 55 65~ 70 1.
35.0 51 70- 75 1.
37.5 47 75- 80 0.
40.0 43 80- 85 0.
42.5 38 85- 90 0.
45.0 33
47.5 29
50.0 24
52.5 20
55.0 15
57.5 11
60.0
62.5
65.0
67.5
70.0
72.5
75.0
5
0
.5
0
5
.0

OoCoOoORrRPFRPFEFRPRENWLUT

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANT
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-52°

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADQ 80302 « PHONE (303) 442-12+

REPORT NUMBER: ITL40785 DATE: 7-22-1983
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY- METHOD

EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70 50 30 10 0
RW 70 50 30 10 70 50 30 10 50 30 10 50 30 10 50 30 10 0

0 22 22 22 22 22 22 22 22 21 21 21 20 20 20 19 19 19 19
1 21 20 20 19 20 20 19 19 19 19 18 18 18 18 18 17 17 17
2 20 18 17 17 19 18 17 16 17 17 16 17 16 16 16 16 15 15
3 18 17 15 14 18 16 15 14 16 15 14 15 15 14 15 14 14 13
4 17 15 14 13 17 15 14 13 14 13 12 14 13 12 14 13 12 12
5 16 14 12 11 15 14 12 11 13 12 11 13 12 11 12 12 11 11
6 15 13 11 10 14 12 11 10 12 11 10 12 11 10 11 11 10 9
7 14 11 10 9 13 11 10 9 11 10 9 11 10 9 11 10 9 9
8 13 11 9 8 13 10 9 8 10 9 8 10 9 8 10 9 8 8
9 12 10 8 7 12 10 8 7 9 8 7 S 8 7 9 8 7 7
10 1T 9 8 7 11 9 8 7 s 8 7 g 8 7 8 7 7 6

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND VC?
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMAN
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-57«

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-125=

REPORT NUMBER: ITL40786 DATE: 7-26-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CATALOG NUMBER: DEEP CAN, BLACK BAFFLE

LUMINAIRE: FABRICATED CYLINDRICAL METAL HOUSING WITH BLACK PAINTED

INTERIOR, BLACK PLASTIC LOWER BAFFLE, WHITE PAINTED METAL TRIM

RING, OPEN BOTTOM.
LAMP: 11-WATT OSRAM DULUX EL COMPACT FLUORESCENT, RATED 600 LUMENS,
VERTICAL BASE-UP POSITION.

MOUNTING: RECESSED ——6 172 —=
TOTAL INPUT WATTS= 11.6 AT 120.0 VOLTS r
CANDELA DISTRIBUTION FLUX
0.0 22.5 45.0 67.5 90.0
0 20 20 20 20 20 E 10 3/4
5 21 21 22 22 22 2 e ——‘
15 25 27 28 28 27 8 M s /8
25 30 34 35 34 32 15 L = —l—
35 22 27 29 28 25 17 j_j c
45 10 13 13 14 13 10 2 3/16 5 374 —=i
55 1 1 2 2 2 2 L——7 3/4——J
65 1 1 1 1 1 1
75 0 0 0 0 0 0
85 0 0 0 0 0 0
90 0 0 0 0 0
ZONAL LUMEN SUMMARY
ZONE LUMENS $LAMP SFIXT
0- 30 25 4.2 46.3
0- 40 42 7.0 76.7
0- 60 54 9.0 98.3
0- 90 55 9.1 100.0
90-180 0 0.0 0.0
0-180 S5 9.1 100.0
TOTAL LUMINAIRE EFFICIENCY = 9.1 %
CIE TYPE - DIRECT
PLANE : 0-DEG 90-DEG
SPACING CRITERIA : 1.5 1.6
LUMINOUS DIAMETER: 5.750

LUMINANCE DATA IN CANDELA/SQ M
ANGLE AVERAGE AVERAGE AVERAGE
IN DEG 0-DEG 45-DEG 90-DEG

45 869. 1131. 1080. > -
55 114. 166. 198. 0 1s” 30
65 85. 85. 99. LEOEND: o — .
75 46. 46. 46. odags —  ——  —
85 0. 0 0 90~-deg:

ANGLE MAXIMIM MAXIMIM MAX/AVG MAX/AVG

IN DEG 0-DEG 90-DEG 0-DEG 90-DEG _ ‘ )
45 15989. 21579. 18.4 20.0 Checked ﬁy\{
55 4192. 7442 . 36.8 37.56 // A ——

Approved Ao/l oo
65 349. 427. 4.1 4.3 PRr Sk
75 78. 140. 1.7 3.0
85 19, 30, 0.0 0.0
THIS REPORT ISBASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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THE LIGHT CENTER OF THE INDUSTRY FAX (3C3) 449-527-

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER. COLORADO 80302 « PHONE (303) 442-1252

REPORT NUMBER: ITL40786 DATE: 7-26-1893
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION

0.0 22.5 45.0 67.5 90.0 ZONAL LUMEN SUMMARY
0.0 20 20 20 20 20 0- 5 0.
2.5 21 21 21 21 21 5- 10 2.
5.0 21 21 22 22 22 10- 15 3.
7.5 22 23 23 23 23 15- 20 5.
10.0 23 24 25 24 24 20- 25 7.
12.5 24 26 26 26 26 25- 30 S.
15.0 25 27 28 28 27 30- 35 9.
17.5 27 29 30 29 29 35- 40 8.
20.0 28 31 32 31 30 40- 45 6.
22.5 29 33 34 33 31 45- 50 4.
25.0 30 34 35 34 32 50- 55 2.
27.5 30 34 36 35 32 55- 60 0.
30.0 28 33 35 34 31 60- 65 0.
32.5 25 31 33 32 28 65- 70 0.
35.0 22 27 29 28 25 70- 175 0.
37.5 18 23 25 24 22 75- 80 0.
40.0 15 20 21 21 19 80~ 85 0.
42.5 13 16 17 17 16 85- S0 0.
45.0 10 i3 i3 14 13
47.5 8 9 10 10 10
50.0 6 6 7 7 7
52.5 3 3 4 4 4
55.0 1 1 2 2 2
57.5 1 1 1 1 1
60.0 1 1 1 1 1
62.5 1 1 1 1 1
65.0 1 1 1 1 1
67.5 1 1 1 1 1
70.0 0 0 0 0 0
72.5 0 0 0 0 0
75.0 0 0 0 0 0
77.5 0 0 0 0 0
80.0 0 0 0 0 0
82.5 0 0 0 0 0
85.0 0 0 a 0 0
87.5 0 0 0 0 0
90.0 0 0 0 0 0

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PESFORMANC!
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i1 boulder

THE LIGHT CENTER OF THE INDUSTAY ) FAX (303) 429-327-
INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-125:

REPORT NUMBER: ITL40786 DATE: 7-26-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY ‘METHOD

EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70 50 30 10 ]

RW 70 50 30 10 70 50 30 10 50 30 10 50 30 10 50 30 10 0
0 11 11 11 11 11 11 11 11 10 10 10 10 10 10 9 9 9 )
1 10 10 10 9 10 10 10 9 9 9 9 9 9 9 9 9 9 8
2 10 9 9 8 9 9 9 8 9 8 8 8 8 8 8 8 8 g8
3 9 8 8 7 9 8 8 7 8 8 7 8 7 7 7 7 7 7
4 8 8 7 17 8 7 7 6 7 7 6 7 7 6 7 7 6 &
5 8 7 6 6 8 7 6 6 7 6 6 7 6 6 6 6 6 5
6 7 6 6 5 7 6 6 5 6 6 5 6 6 5 6 5 5 5
7 7 6 5 5 7 6 5 5 6 5 5 & 5 5 5 5 5 4
8 6 5 5 4 6 5 5 4 5 5 4 5 S5 4 5 5 4 4
9 6 5 4 4 6 5 4 4 5 4 4 S 4 4 S 4 4 4
10 6 5 4 4 6 5 4 4 4 4 4 4 4 4 4 4 4 3

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND VCP
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFCANMANCT
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THE LIGHT CENTEA OF THE INDUSTRY

FAX (303) 449-527 -

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-125=

REPORT NUMBER: ITL40787 DATE: 7-26-1883

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CATALOG NUMBER: DEEP CAN, BLACK BAFFLE

LUMINAIRE: FABRICATED CYLINDRICAL METAL HOUSING WITH BLACK PAINTED
INTERIOR, BLACK PLASTIC LOWER BAFFLE, WHITE PAINTED METAL TRIM
RING, OPEN BOTTOM.

LAMP: 13-WATT DOUBLE TWIN TUBE COMPACT FLUORESCENT WITH MODULAR BALLAST/
SOCKET ADAPTER, RATED 860 LUMENS, VERTICAL BASE-UP POSITION.
BALLAST: SYLVANIA MODULAR BALLAST/SOCKET ADAPTER, 535F LAMP HOLDER FITTINC

MODEL AEO013
MOUNTING: RECESSED

6 /2 —

TOTAL INPUT WATTS= 17.2 AT 120.0 VOLTS ‘
CANDELA DISTRIBUTION FLUX
0.0 22.5 45.0 67.5 90.0
0 20 20 20 20 20 ] 10 /4
5 21 21 22 22 22 2 T
15 29 31 32 30 29 9 ¥ s /s
25 38 42 43 41 38 19 L &
35 37 44 46 44 39 27 I_ - \ ,
45 25 31 34 33 28 24 L /8 [y pu—
55 13 16 17 17 16 14 L5
65 2 2 3 3 3 3
75 1 1 0 1 1 1 ——
85 0 0 0 0 0 0 T ,
90 0 0 0 0 0 \
ZONAL LUMEN SUMMARY
ZONE LUMENS $LAMP $FIXT
0- 30 30 3.5 30.4
0- 40 57 6.6 57.5
0- 60 95 11.0 96.3
0- 90 98 11.4 100.0
90-180 0 0.0 0.0 \
0-180 98 11.4 100.0
TOTAIL, LUMINAIRE EFFICIENCY = 11.4 \\ NS
CIE TYPE - DIRECT X WL
PLANE : 0-DEG 90-DEG I \\ \ \\
SPACING CRITERIA 1.9 2.0 | ¢
LUMINOUS DIAMETER: 5.750 ! | as
LUMINANCE DATA IN CANDELA/SQ M
ANGLE AVERAGE AVERAGE AVERAGE
IN DEG 0-DEG 45-DEG ‘'90-DEG
45 2143. 2852. 2396.
55 1311. 1779. 1623. -
65 339. 353. 424, o s 30
75 115. 92. 115. g = - e
85 0. 0. 0. 45-deg: — —_— J—
ANGLE MAXIMUM MAXIMUM MAX/AVG MAX/AVG 90-deg:
IN DEG 0-DEG 90-DEG O0-DEG S0-DEG ] _
45 23347. 27456. 10.9 11.5 Z
55 13560. 20358. 10.4 12.5 Checked é ?4{{40?’7
65 1177. 4307. 3.5 10.2 . v
75 519, 3go 19 51 Approved N N R
85 31. 65. 0.0 0.0 4

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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THE LIGHT CENTER OF THE INDUSTRY FAX (303) 449-527+

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-1253

REPORT NUMBER: ITL40787 DATE: 7-26-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION

0.0 22.5 45.0 67.5 90.0 ZONAL LUMEN SUMMARY
0.0 20 20 20 20 20 0- 5 0.
2.5 20 20 20 20 20 5- 10 2.
5.0 21 21 22 22 22 10- 15 3.
7.5 23 23 24 23 23 15- 20 5.
10.0 25 26 26 26 25 20- 25 8.
12.5 27 28 29 28 27 25~ 30 11.
15.0 29 31 32 30 29 30~ 35 13.
17.5 31 33 34 33 31 35- 40 14.
20.0 33 36 37 36 34 40- 45 13.
22.5 35 39 40 38 36 45~ 50 11.
25.0 38 42 43 41 38 50- 55 9.
27.5 39 44 46 44 40 55- 60 .
30.0 40 45 48 46 41 60- 65 3
32.5 39 45 48 46 41 65- 70 1.
35.0 37 44 46 44 39 70- 75 0.
37.5 34 41 44 42 37 75- 80 0
40.0 31 38 41 39 34 80- 85 0
42.5 29 35 37 36 31 85~ 90 0
45.0 25 31 34 33 28
47.5 22 28 30 29 25
50.0 19 24 26 25 22
52.5 16 20 22 21 19
55.0 13 16 17 17 16
57.5 10 12 13 13 12
60.0 7 8 9 9 9
62.5 4 5 6 6 6
65.0 2 2 3 3 3
67.5 1 1 1 1 1
70.0 1 1 1 1 1
72.5 1 1 1 1 1
75.0 1 1 0 1 1
77.5 0 0 0 0 0
80.0 0 0 0 0 0
82.5 0 0 0 0 0
85.0 0 0 0 0 0
87.5 0 0 0 0 0
90.0 0 0 0 0 0

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES, FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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THE LIGHT CENTER OF THE INDUSTAY FAX (303) 449-327-

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442~:25§

REPORT NUMBER: ITL40787 DATE: 7-26-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY METHOD

EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70 50 30 10 0
RW 70 50 30 10 70 50 30 10 50 30 10 50 30 10 S0 30 10 0
0 14 14 14 14 13 13 13 13 13 13 13 12 12 12 12 12 12 12
1 13 12 12 12 13 12 12 11 12 11 11 11 11 11 11 11 10 10
2 12 11 10 10 12 11 10 10 10 10 10 10 10 9 10 9 9 S
3 1110 9 8 1110 9 8 9 9 8 9 9 8 9 8 8 8
4 10 9 8 7 10 9 8 7 8 8 7 8 8 7 8 7 7 7
5 9 8 7 6 95 8 7 6 8 7 6 7 7 6 7 7 6 S
6 S 7 6 6 8 7 6 6 7 6 5 7 6 5 7 6 5 5
7 8 6 6 5 8 6 6 5 6 5 5 6 5 5 6 5 5 5
8 7 6 5 4 7 6 5 4 6 5 4 6 5 4 5 5 4 4
9 7 5 4 4 7 5 4 4 5 4 4 5 4 4 5 4 4 4
10 6 5 4 3 6 5 4 3 5 4 3 5 4 3 5 4 3 3

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND VCP
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORNMANT
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THE LIGHT CENTER OF THE INDUSTARY FAX (303) 449-5274

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-1255

REPORT NUMBER: ITL40788 DATE: 7-27-1593
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS
CATALOG NUMBER: DEEP CAN, BLACK BAFFLE
LUMINAIRE: FABRICATED CYLINDRICAL METAL HOUSING WITH BLACK PAINTED
INTERIOR, BLACK PLASTIC LOWER BAFFLE, WHITE PAINTED METAL TRIM
) RING, OPEN BOTTOM.
LAMP: 13-WATT LUMATECH RAS-130 REFLECT-A-STAR WITH 13-WATT QUAD TUBE
FLUORESCENT, RATED 860 LUMENS, VERTICAL BASE-UP POSITION.
MOUNTING: RECESSED

TOTAL INPUT WATTS= 15.5 AT 120.0 VOLTS 6 12—
DEG CANDELA LUMENS
0 228
5 225 21

15 192 54

25 133 61

35 83 51

45 43 33

55 16 15

65 3 3

75 0 1

85 0 0

90 0
ZONAL LUMEN SUMMARY
ZONE LUMENS $LAMP $FIXT

0- 30 136 15.9 56.9

0- 40 188 21.8 78.3

0- 60 236 27.5 98.6

0- 90 240 27.9 100.0
90-180 0 0.0 0.0

0-180 240 27.9 100.0
TOTAL LUMINAIRE EFFICIENCY = 27.9 %
CIE TYPE - DIRECT
LUMINAIRE SPACING CRITERION = 0.8
LUMINOUS DIAMETER: 5.750

LUMINANCE DATA IN CANDELA/SQ M
ANGLE AVERAGE MAXIMUM MAX/AVG
IN DEG 0-DEG 0-DEG 0-DEG

45 3628. 22322. 6.2

S5 1664. 16159. 9.7

65 424, 3823. 9.0 240

75 0. 175. 0.0 \
85 0. 46. 0.0 0 15° 30°

Checked (%g 1 (/2’7

Approved f:/\/J el

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE.
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THE LIGHT CENTER OF THE INOUSTAY FAX (303) 449-5274

INDEPENDENT TESTING LABORATORIES., INC. « 3386 LONGHORN ROAD, BOULDER, COLORADQO 80302 « PHONE (303) 442-1255

REPORT NUMBER: ITL40788 DATE: 7-27-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION

0.0 ZONAL LUMEN SUMMARY
0.0 228 G- 5 5.
2.5 227 5- 10 16.
5.0 225 10- 15 24.
7.5 222 15- 20 29
10.0 215 20- 25 31
12.5 205 25- 30 30
15.0 192 30- 35 28
17.5 178 35- 40 24.
20.0 163 40- 45 19.
22.5 148 45- 50 14
25.0 133 50- 55 10
27.5 120 55- 60 6
30.0 106 60~ 65 2
32.5 94 65~ 70 1
35.0 83 70- 75 1
37.5 71 75- 80 0
40.0 61 80- 85 0
42.5 52 85- 90 0
45.0 43
47.5 35
50.0 28
52.5 22
55.0 16
57.5 12
60.0 8
62.5 5
65.0 3
67.5 1
70.0 1
72.5 1
75.0 0
77.5 0
80.0 0
82.5 0
85.0 0
87.5 0
90.0 0

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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THE LIGHT CENTER OF THE INOUSTRY

FAX (303) 449-527-

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-125=

REPORT NUMBER: ITL40788 DATE:

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY "METHOD

EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70 50 30
RW 70 50 30 10 70 50 30 10 50 30 10 50 30
0 33 33 33 33 32 32 32 32 31 31 31 30 30
1 31 30 30 29 31 30 29 29 29 28 28 28 27
2 30 28 27 26 29 28 26 25 27 26 25 26 25
3 28 26 24 23 27 25 24 23 25 23 22 24 23
4 26 24 22 21 26 23 22 21 23 21 20 22 21
5 25 22 20 19 24 22 20 18 21 20 19 21 19
6 23 20 19 17 23 20 18 17 20 18 17 18 18
7 22 19 17 16 21 19 17 16 18 17 16 18 17
8 21 18 16 15 20 18 16 15 17 16 14 17 15
9 20 17 15 14 19 16 15 14 16 15 13 16 14
10 19 16 14 13 18 15 14 13 15 14 13 15 14

7-27-1993
10 0
50 30 10 0
28 28 28 28
27 26 26 26
25 24 24 23
23 22 22 21
22 21 20 19
20 19 18 18
19 18 17 16
18 16 15 15
17 15 14 14
16 14 13 13
15 13 13 12

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND VCP
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE

DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFCRMANCT
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THE LIGHT CENTER OF THE INDUSTRY

FAX (303) 449-5272

INDEPENDENT TESTING LABORATORIES, INC. » 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 » PHONE {303) 442-1253

REPORT NUMBER: ITL40789 DATE: 7-29-1993

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CATALOG NUMBER: DEEP CAN, BLACK BAFFLE

LUMINAIRE: FABRICATED CYLINDRICAL METAL HOUSING WITH BLACK PAINTED
INTERIOR, BLACK PLASTIC LOWER BAFFLE, WHITE PAINTED METAIL TRIM
RING, OPEN BOTTOM.

15-WATT DULUX EL REFLECTOR COMPACT FLUORESCENT, RATED 900 LUMENS,

VERTICAL BASE-UP POSITION.

MOUNTING: RECESSED

TOTAL INPUT WATTS=

LAMP :

15.1 AT 120.0 VOLTS

CANDELA DISTRIBUTION FLUX (ATT—T
0.0 22.5 45.0 67.5 90.0
0 505 505 505 505 505 -
5 500 502 504 506 506 48 )ka L w0
15 458 457 452 455 458 128 RTINS |
25 366 360 351 358 364 164 L s e
35 252 242 230 241 251 151 -
45 140 134 123 134 142 103 - - l
55 56 54 49 55 58 48 - —
65 5 5 5 5 5 6 2aned | iy |
75 1 1 1 1 1 1 —_— g
85 0 0 0 0 0 0 ]
90 0 0 0 0 0 ’////‘L//////// -
ZONAL LUMEN SUMMARY — C .
ZONE LUMENS $LAMP $FIXT o
0- 30 340 37.8 52.3
0- 40 490 54.5 75.5
0- 60 642 71.3 98.8 P 73
0- 90 649 72.1 100.0 N
90-180 0 0.0 0.0 S\
0-180 649 72.1 100.0 o p
N\
TOTAL LUMINAIRE EFFICIENCY = 72.1 % | ‘\ N
CIE TYPE - DIRECT |
PLANE 0-DEG 90-DEG '\ ry' .
SPACING CRITERIA : 1.0 1.0 - >
LUMINOUS DIAMETER: 5.750 I .
LUMINANCE DATA IN CANDELA/SQ M o
ANGLE AVERAGE AVERAGE AVERAGE
IN DEG 0-DEG 45-DEG 90-DEG
45 11812. 10378. . 11981.
55 5825. 5097. 6033 .
65 706. 706. 706. .
75 231. 231. 231. 0 15 307
85 0. 0. 0. LEGEND:
ANGLE MAXIMUM MAXIMUM MAX/AVG MAX/AVG oS T
IN DEG 0-DEG 90-DEG 0-DEG 90-DEG 90-deg:
45 52224. 52349. 4.4 4.4
S5 39522. 43062. 6.8 7.1
65 4181 . 12369. 5.9 17.5 Checked
75 307. 419. 1.3 1.8
85 84. 159. 0.0 0.0 Approved

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES, FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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THE LIGHT CENTER OF THE INOUSTRY FAX (303) 449-5272

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-1255

REPORT NUMBER: ITL40789 DATE: 7-29-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION

0.0 22.5 45.0 67.5 90.0 ZONAL LUMEN SUMMARY
0.0 505 505 505 505 505 0- 5 12,
2.5 503 504 506 506 506 5- 10 36.
5.0 500 502 504 506 506 10- 15 56.
7.5 497 498 499 500 500 15- 20 71.
10.0 488 490 488 488 488 20- 25 80.
12.5 476 476 472 473 474 25- 30 84.
15.0 458 457 452 455 458 30- 35 80.
17.5 438 434 428 433 438 35- 40 71.
20.0 414 409 401 407 413 40- 45 58.
22.5 391 385 376 383 389 45- 50 45.
25.0 366 360 351 358 364 50- 55 31.
27.5 338 333 324 332 337 55- 60 17.
30.0 308 303 294 303 308 60- 65 5.
32.5 280 273 262 272 279 65- 70
35.0 252 242 230 241 251 70- 175 1.
37.5 223 212 199 212 223 75- 80 0.
40.0 194 184 170 184 195 80- 85 0
42.5 166 158 145 158 167 85~ 90 0
45.0 140 134 123 134 142
47.5 117 112 102 113 119
50.0 95 92 84 92 97
52.5 75 72 66 73 77
55.0 56 54 49 55 58
57.5 38 37 34 38 41
60.0 23 22 21 23 24
62.5 12 11 11 11 12
65.0 5 5 5 5 5
67.5 2 2 2 2 2
70.0 1 1 1 1 1
72.5 1 1 1 1 1
75.0 1 1 1 1 1
77.5 0 1 1 1 1
80.0 0 0 0 0 0
82.5 0 0 0 0 0
85.0 0 0 0 0 0
87.5 0 0 0 0 0
90.0 0 0 0 0 0

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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THE LIGHT CENTER OF THE (NOUSTRY FAX (303) 449-52

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHCRN ROAD, BOULDER, COLORADO 80302 » PHONE (303) 442-122

REPORT NUMBER: ITL40789 DATE: 7-29-1993
PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY METHOD

EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70 50 30 10 0
RW 70 50 30 10 70 50 30 10 50 30 10 50 30 10 50 30 10 Q
0 86 86 86 86 84 84 84 84 80 80 80 77 77 717 74 74 74 72
1 81 79 77 75 79 77 76 74 74 73 72 72 71 69 69 68 67 66
2 76 72 69 66 75 71 68 65 69 66 64 66 64 62 64 63 61 60
3 72 66 62 59 70 65 61 58 63 60 57 61 59 56 60 57 55 54
4 67 61 56 53 66 60 56 52 58 55 52 57 54 51 55 53 50 49
5 63 56 51 47 62 55 51 47 54 50 47 53 49 46 51 48 46 45
6 59 52 47 43 58 S1 46 43 50 46 43 49 45 42 48 45 42 41
7 56 48 43 39 55 47 43 39 46 42 39 45 42 39 45 41 39 37
8 52 45 40 386 51 44 39 386 43 39 36 42 39 36 42 38 36 34
9 49 42 37 33 45 41 36 33 40 36 33 40 36 33 39 36 33 32
10 47 39 34 31 46 39 34 31 38 34 31 37 33 31 37 33 31 30

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATION AND vCP
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES, FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANC
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THE LIGHT CENTER OF THE INDUSTAY FAX (303) 449-5274

INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 » PHONE (303) 442-1255

REPORT NUMBER: ITL40790 DATE: 8-25-1993

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CATALOG NUMBER: DEEP CAN, BLACK BAFFLE

LUMINAIRE: FABRICATED CYLINDRICAL METAL HOUSING WITH BLACK PAINTED
INTERIOR, BLACK PLASTIC LOWER BAFFLE, WHITE PAINTED METAL TRIM
RING, OPEN BOTTOM.

LAMP: 150-WATT R40 SPOT INCANDESCENT, RATED 1900 LUMENS, VERTICAL BASE-UP

POSITION.
MOUNTING: RECESSED

f— 6 1/2 —=

DEG CANDELA LUMENS H—T
0 5954
5 4936 418
15 1405 403 L w6
25 464 205 __1
35 88 67 . .
45 44 32 e i i
55 14 11 e :-l
65 O 0 | D— 4 —ad
75 0 0 das | AT ]
85 0 0
90 0
ZONAL LUMEN SUMMARY \ E
ZONE LUMENS $LAMP SFIXT - aC
0- 30 1027 54.0 90.2 :
0- 40 1094 57.6 96.2
0- 60 1138 59.9 100.0
0- 90 1138 59.9 100.0 s
90-180 0 0.0 0.0
0-180 1138 59.9 100.0 2000
TOTAL LUMINAIRE EFFICIENCY = 59.9 % 5
CIE TYPE - DIRECT
LUMINAIRE SPACING CRITERION = 0.3 X
LUMINOUS DIAMETER: 5.750 ~
4000 .
LUMINANCE DATA IN CANDELA/SQ M \ >
ANGLE AVERAGE MAXIMUM MAX/AVG \ N
IN DEG \ 7
45  3712. 58382. 15.7 {
55  1456. 35271. 24.3 \
65 0. 643. 0.0 6000 N\
75 0. 184. 0.0 \
85 0. 94. 0.0

[V 15° 30°

Checked féﬁwfigakzzéh
PN
Approved /ilLJm/;B}@,\,ﬂ,“

i

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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INDEPENDENT TESTING LABORATORIES, INC. « 3386 LONGHORN ROAD, BOULDER, COLORADO 80302 « PHONE (303) 442-12¢3

REPORT NUMBER: ITL40730

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

CANDELA DISTRIBUTION

0.0
0.0 5954
2.5 5686
5.0 4936
7.5 3949
10.0 2951
12.5 2083
15.0 1405
17.5 946
20.0 681
22.5 546
25.0 464
27.5 358
30.0 228
32.5 157
35.0 88
37.5 63
40.0 55
42.5 49
45.0 44
47.5 35
50.0 28
52.5 22
55.0 14
57.5 4
60.0 0
62.5 0
65.0 0
67.5 0
70.0 0
72.5 0
75.0 0
77.5 0
80.0 0
82.5 0
85.0 0
87.5 0
90.0 0

ZONAL LUMEN SUMMARY
136.
283.
247.
156.
115.
91.
46.

0-
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DATE:

8-25-1993

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE
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REPORT NUMBER: ITL407830

PREPARED FOR: U.S. ARMY CORPS OF ENGINEERS

COEFFICIENTS OF UTILIZATION - ZONAL CAVITY METHOD

EFFECTIVE FLOOR CAVITY REFLECTANCE 0.20

RC 80 70

RW 70 50 30 10 70 50 30 10 50
0 71 71 71 71 70 70 70 70 66
1 69 67 66 65 67 66 65 64 64
2 66 64 62 61 65 63 61 60 61
3 64 6159 57 63 60 58 57 59
4 62 59 56 54 61 58 56 54 57
5 60 56 54 52 59 56 53 51 55
6 58 54 52 50 57 54 51 493 53
7 56 52 50 48 56 52 49 48 51
8 55 51 48 46 54 50 48 46 50
9 53 49 46 45 53 49 46 45 48

10 52 48 45 43 51 47 45 43 47

DATE:

8-25-1993

10 0
50 30 10 0
61 61 61 60
59 59 59 58
58 57 56 55
56 55 54 53
55 53 52 51
53 51 50 50
51 50 49 48
50 48 47 46
49 47 46 45
47 46 44 44
46 44 43 42

ALL CANDELA, LUMENS, LUMINANCE, COEFFICIENT OF UTILIZATICON AND VCP
VALUES IN THIS REPORT ARE BASED ON RELATIVE PHOTOMETRY WHICH ASSUMES
A BALLAST FACTOR OF 1.000. ANY CALCULATIONS PREPARED FROM THESE
DATA SHOULD INCLUDE AN APPROPRIATE BALLAST FACTOR.

THIS REPORT IS BASED ON PUBLISHED INDUSTRY PROCEDURES. FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFCRMANC
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Chief of Engineers
ATTN: CEHEC-IM-LH (2)
ATTN: CEHEC-M-LP (2)
ATIN: CECG
ATTN: CECC-P
ATTN: CECC-R
ATTN: CECW
ATTN: CECW-O
ATTN: CECW-P
ATTN: CECW-PR
ATTN: CEMP
ATIN: CEMP-ET-E
ATIN: CEMP-C
ATTN: CEMP-M
ATTN: CEMP-R
ATTN: CERD-C
ATTN: CERD-ZA
ATTN: CERD-L
ATTN: CERD-M
ATTN: CERM
ATTN: DAEN-ZC
ATTN: DAIM-FDP

CECPW 22310-3862
ATTN: CECPW-EE
ATTN: CECPW-FT
ATTN: CECPW-ZC

US Army Engr District
ATTN: Liorary (40)

US Army Engr Division
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US Army Europe
ATTN: AEAEN-EH 09014
ATTN: AEAEN-ODCS 09014
29th Area Support Group
ATTN: AEUSG-K-E 09054
100th Area Support Group
ATTN: AETT-SG-DPW 09114
222d BSB Unit #23746
ATTIN: AETV-BHR-E 09034
235th BSB Unit #28614
ATTN: AETV-WG-AM 09177
293d BSB Unit #29301
ATTN: AEUSG-MA-E 09086
409th Support Battalion {Base)
ATTN: AETTG-DPW 09114
412th Base Support Battalion 09630
ATTN: Unit 31401
CMTC Hohenfels 09173
ATTN: AETTH-SB-DPW
Mainz Germany 09185
ATTN: AETV-MNZ-E
21st Support Command
ATTN: DPW (9)
US Army Berlin
ATTN: AEBA-EH 09235
SETAF
ATTN: AESE-EN-D 09613
ATTN: AESE-EN 09630
Supreme Allied Command
ATTN: ACSGEB 09703
ATTN: SHIHB/ENGR 03705

INSCOM
ATTN: 1ALOG- 22060
ATTN: IAV-DPW 22186

USA TACOM 48397-5000
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Defense Distribution Region East
ATTN: DDRE-WI 17070

HQ XVHI Airborne Corps 28307
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4th Infantry Div {(MECH) 80913-5000
ATTN: AFZC-FE

US Army Materiel Command (AMC)
Alexandria, VA 22333-0001
ATTN: AMCEN-F

Installations: (20)

FORSCOM
Forts Gillem & McPherson 30330
ATTN: FCEN
Installations: {22}

6th Infantry Division (Light)
ATTN: APVR-DE 99505
ATTN: APVR-WF-DE 99703

TRADOC

Fort Monroe 23651
ATTN: ATBO-G
Installations: {20)

Fort Belvoir 22060

ATTN: CETEC-IM-T

ATTN: CETEC-ES 22315-3803
ATTN: Water Resources Support Ctr

USA Natick RD&E Center 01760
ATTN: STRNC-DT
ATTN: DRDNA-F

US Army Materials Tech Lab
ATTN: SLCMT-DPW 02172

USARPAC 96858
ATTN: DPW
ATTN: APEN-A

SHAPE 08705
ATTN: Infrastructure Branch LANDA

Area Engineer, AEDC-Area Office
Arnold Air Force Station, TN 37389
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Military Traffic Mgmt Command
ATTN: MTEA-GB-EHP 07002
ATTN: MT-LOF 20315
ATTN: MTE-SU-FE 28461
ATIN: MTW-IE 94626

Fort Leonard Wood 65473
ATTN: ATSE-DAC-LB (3}
ATIN: ATZA-TE-SW
ATTN: ATSE-CFLO
ATTN: ATSE-DAC-FL
ATTN: Austrafian Liaison Office

Military Dist of WASH

Fort McNair
ATTN: ANEN 20319

USA Engr Activity, Capital Area
ATTN: Library 22211

US Army ARDEC 07808-5000
ATTN: AMSTA-AR-IMC

Engr Societies Library
ATTN: Acquisitions 10017

Defense Nuclear Agency
ATTN: NADS 20305

Defense Logistics Agency
ATTN: DLA-WI 22304

Walter Reed Army Medical Ctr 20307

National Guard Bureau 20310
ATTN: NGB-ARI

US Military Academy 10936
ATTN: MAEN-A
ATTN: Facilities Engineer
ATTN: Geography & Envr Engrg

Naval Facilities Engr Command
ATTN: Facilities Engr Command (8)
ATTN: Division Offices {11)
ATTN: Public Works Center (8)
ATTN: Naval Constr Battalion Ctr 33043

ATTN: Naval Facilities Engr Service Center 93043-4328

8th US Army Korea
ATIN: DPW (12)

USA Japan (USARJ)

ATTN: APAJ-EN-ES 96343
ATTN: HONSHU 96343
ATTN: DPW-Okinawa 96376

416th Engineer Command 60623
ATTN: Gibson USAR Ctr

US Army HSC
Fort Sam Houston 78234
ATTN: HSLO-F
Fitzsimons Army Medical Ctr
ATTN: HSHG-DPW 80045

Tyndall AFB 32403
ATTN: HQAFCESA Program Ofc
ATTN: Engrg & Srve Lab

USA TSARCOM 63120
ATTN: STSAS-F

Amencan Public Works Assoc. 64104-1806

US Army CHPPM
ATTN: MCHB-DE 21010

US Gov't Printing Office 20401
ATTN: Rec Sec/Deposit Sec (2)

Nat'l Institute of Standards & Tech
ATTN: Library 20899

Defense Tech info Center 22304
ATTN: DTIC-FAB (2)
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